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The Risø Energy Report series
New and emerging technologies: options for the future
Risø Energy Report 1
Edited by Hans Larsen and Leif Sønderberg Petersen
Risø National Laboratory, October 2002, 64 p., ISBN 87–550–3082–3
Risø-R-1351(EN) (515 Kb)
All over the world, increasing energy consumption, liberalisation of 
energy markets and the need to take action on climate change are 
producing new challenges for the energy sector. At the same time 
there is increasing pressure for research, new technology and industrial 
products to be socially acceptable and to generate prosperity. The 
result is a complex and dynamic set of conditions affecting decisions on 
investment in research and new energy technology.
To meet these challenges in the decades ahead, industrialists and 
policymakers need appropriate analyses of energy systems, plus know-
ledge of trends for existing technologies and prospects for emerging 
technologies. This is the background for this first Risø Energy Report, 
which sets out the global, European and Danish energy scene together 
with trends in development and emerging technologies.
New and emerging bioenergy technologies
Risø Energy Report 2
Edited by Hans Larsen, Jens Kossmann and Leif Sønderberg Petersen
Risø National Laboratory, November 2003, 48 p., ISBN 87–550–3262–1
Risø-R.1430(EN) (1 Mb)
Three growing concerns – sustainability (particularly in the transport 
sector), security of energy supply and climate change – have combined 
to increase interest in bioenergy. The trend towards bioenergy has been 
further encouraged by technological advances in biomass conversion 
and significant changes in energy markets. We even have a new term, 
“modern bioenergy”, to cover those areas of bioenergy technology 
– traditional as well as emerging – which could expand the role of 
bioenergy. Besides its potential to be carbon-neutral if produced su-
stainably, modern bioenergy shows the promise of covering a conside-
rable part of the world’s energy needs, increasing the security of energy 
supply through the use of indigenous resources, and improving local 
employment and land use. To make these promises a reality, however, 
requires further R&D.
Hydrogen and its competitors
Risø Energy Report 3
Edited by Hans Larsen, Robert Feidenhans’l and Leif Sønderberg 
Petersen
Risø National Laboratory, October 2004, 76 p., ISBN 87–550–3350–4
Risø-R-1469(EN) (643 Kb)
Interest in the hydrogen economy has grown rapidly in recent years. 
Those countries with long traditions of activity in hydrogen research 
and development have now been joined by a large number of new-
comers. The main reason for this surge of interest is that the hydrogen 
economy may be an answer to the two main challenges facing the 
world in the years to come: climate change and the need for security 
of energy supplies. Both these challenges require the development of 
new, highly-efficient energy technologies that are either carbon-neutral 
or low emitting technologies.
Alternative fuels could serve as links between the different energy 
sectors, especially between the power system and the transport sector, 
to facilitate the uptake of emerging technologies and increase the 
flexibility and robustness of the energy system as a whole.
The future energy system: distributed production and use
Risø Energy Report 4
Edited by Hans Larsen and Leif Sønderberg Petersen
Risø National Laboratory, October 2005, 62 p., ISBN 87–550–3474–8
Risø-R-1534(EN) (4 Mb)
The coming decades will bring big changes in energy systems throug-
hout the world. The systems are expected to change from central 
power plants producing electricity and maybe heat for the customers to 
a combination of central units and a variety of distributed units such as 
renewable energy technologies or fuel cells. Furthermore the following 
developments are expected:
•closer link between supply and end-use
•  closer link between the various energy carriers distributed through 
grids such as electricity, heat, natural gas and maybe hydrogen in 
the future
•increased energy trade across national borders …
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1
The global energy policy scene today is dominated 
by three concerns, namely security of supply, climate 
change and energy for development and poverty alle-
viation. This is the starting point for Risø Energy Report 
5 that addresses status and trends in renewable energy, 
and gives an overview of global driving forces for trans-
formation of the energy systems in the light of security 
of supply, climate change and economic growth. More 
specifically status and trends in renewable energy tech-
nologies, for broader applications in off grid power pro-
duction (and heat) will be discussed. Furthermore the 
report will address wider introduction of renewable en-
ergy in the transport sector, for example renewable based 
 fuels, hybrid vehicles, electric vehicles and fuel cell driv-
en vehicles.
The report is volume 5 in a series of reports covering en-
ergy issues at global, regional and national levels. 
Individual chapters of the report have been written by 
Risø staff members and leading Danish and internatio-
nal experts. The report is based on internationally recog-
nised scientific material, and is fully referenced and ref-
ereed by an international panel of independent experts. 
Information on current developments is taken from the 
most up-to-date and authoritative sources available.
Our target groups are colleagues, collaborating partners, 
customers, funding organisations, the Danish govern-
ment and international organisations including the Eu-
ropean Union, the International Energy Agency and the 
United Nations.
Hans Larsen and Leif Sønderberg Petersen, Risø National 
Laboratory, Denmark
Preface
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2 Summary, conclusions and recommendations
HANs LARsEN AND LEIF søNDERbERg PETERsEN, RIsø NATIONAL LAbORATORy, DENMARk
The global energy policy scene today is dominated by 
three concerns:
•  Security of supply: the recent dramatic increase in oil 
and gas prices has given rise to concern about security 
of supply;
•  Climate change: the energy sector is the main contribu-
tor to global greenhouse gas emissions;
•  Energy for development and poverty alleviation: in 2002, 
almost 1.6 billion people in developing countries did 
not have access to electricity in their homes.
The International Energy Agency (IEA) predicts that by 
2030, if governments stick to their current energy poli-
cies, global energy demand will be more than 50% higher 
than at present. This will present significant challenges, 
in terms of both energy security and climate change, to 
every region of the world.
The European Commission recently launched a new 
strategy for “sustainable, competitive and secure energy” 
that sets out some visions for Europe’s energy develop-
ment priorities in the coming decades. One of its main 
objectives is the development of renewable energy, par-
ticularly biomass, wind power and other low-net-carbon 
energy sources, and especially for alternative transport 
fuels. Curbing energy demand and giving Europe a lead-
ing role in the global climate change effort are other key 
points of the strategy.
Among the East Asian nations, China stands out. In line 
with the country’s rapid economic growth, Chinese en-
ergy consumption is increasing dramatically. Renewable 
energy resources already have an important strategic role 
in maintaining the balance between energy supply and 
demand in China.
In North America, the UsA has several times taken the 
lead in early development, especially for wind power and 
photovoltaics (PV). Us manufacturing industry, how-
ever, has not been able to keep up with developments 
abroad—leaving the country with low global market 
shares despite significant domestic demand. To a certain 
extent this can be explained by the government’s “stop 
and go” approach to supporting renewable energy.
In Denmark, wind is already a major contributor to po-
wer supply, and the aim is to increase the share of wind 
power in the years to come. Transport is singled out as 
a special challenge, not least because energy use in this 
sector is increasing steadily, compared with stabilization 
or even decrease in other sectors.
In line with the need for change in the global energy 
supply, innovation in energy technologies is high on the 
political agenda in many countries. A recent report from 
the OECD points out that innovation in energy technol-
ogies has widespread implications not only for member 
countries’ energy policies but also for their economies 
in general.
In Denmark it is generally acknowledged that the use of 
energy innovation policies was very successful when the 
Danish wind power industry evolved during the 1980s 
and 1990s. This reasoning is used to support similar poli-
cies for the development of biofuels, photovoltaics, fuel 
cells and hydrogen.
Conclusions
securing a global energy development path, especially 
one that will be compatible with climate change con-
cerns, is clearly a major challenge that requires coor-
dinated action from all countries. The EU has shown 
leadership in tackling climate change, and with its new 
energy strategy is also taking a proactive approach to the 
other areas of concern.
New renewables are expanding rapidly, with annual 
growth rates of more than 25% for technologies such as 
PV and wind power—though they still account for less 
than 1% of the world’s energy supply today. The increas-
ing efficiency and reliability of renewable technologies, 
alongside high oil and natural gas prices, are paving the 
way for further development.
stimulating the deployment of renewable energy dem-
onstration projects is important for the pioneer and in-
troduction phases of new energy technologies. As well as 
providing real-world tests, it is obvious that demonstra-
tion projects are fundamental to gaining public accept-
ance of new technologies.
Innovation in energy technologies is high on the po-
litical agenda in many countries. During the innovation 
process it is important to keep in mind that the role of 
research is always significant, but that it changes over 
the product lifecycle. It is also important to provide op-
timum conditions for private investment capital in the 
energy technology market.
Wind energy has developed rapidly over the past 20 years. 
some players have stayed in the market throughout this 
period, but many new very large companies have entered 
more recently. Wind energy has proven itself as a viable and 
increasingly economic means of generating electricity.
The growth of the PV industry has also been rapid: more 
than 30% annually over the past decade. New technolo-
gies are now emerging which speed up the production of 
solar cells and reduce the costs. This could transform PV 
into a winning energy source within a short time, from 
its current position of being suitable only for niche ap-
plications.
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2 Denmark has been active in developing wave power tech-nology, and could also contribute to the development of 
geothermal heating technology. For all renewable energy 
technologies, there should be ample opportunities for 
Danish industry and consulting firms to contribute to 
Clean Development Mechanism (CDM) projects around 
the world.
biofuels can help reduce greenhouse gas emissions from 
the transport sector, increase the security of energy sup-
ply, and encourage innovation and development within 
the agricultural sector and associated industries. There 
seems to be global political interest in making biomass a 
significant energy resource within the next 10–20 years.
The introduction and use of renewable energy sources in 
transport need more attention. In the short term it will 
be more expensive to fuel the transport sector with re-
newables than with traditional fossil fuels. In the longer 
view the picture may be just the reverse, as fossil fuel 
prices are expected to rise further. R&D investment in 
new biofuel technologies could generate large paybacks 
in the long run, and hybrid and electric vehicles will be-
come common.
Major technical challenges to the operation of energy 
systems and markets are mainly linked with how to 
maintain a stable and reliable power system in which a 
large proportion of renewable energy replaces conven-
tional power plants.
Recommendations
To address the three main concerns listed in the Pref-
ace—security of supply, climate change, and energy for 
development and poverty alleviation—renewables must 
contribute significantly to global energy supply in the 
long run. This requires action to be taken now, including 
R&D, demonstration projects and deployment measures. 
Denmark should take the opportunity to consolidate its 
good position with a world leading role in this develop-
ment.
Denmark was one of the early movers in renewable en-
ergy technologies, and still has a leading role in their de-
velopment. but to maintain this role, the country needs 
to intensify its R&D in new renewable technologies:
•  Denmark should preserve its world leadership in wind 
power;
•  a similar position can be gained in the developing field 
of wave power technology;
•  polymer solar cells could easily find substantial niche 
markets around the world in the short term and en-
ter the electrical power production market in the long 
term;
•  before fuels based on renewable sources can play a sig-
nificant role, existing second-generation technologies 
need to be scaled up;
•  hydrogen produced from renewables should be pur-
sued as a long-term option.
A prerequisite to expanding the use of renewables in 
the energy system is the development of more flexible 
ways of operating power systems that are characterised 
by high proportions of distributed, intermittent energy 
sources. This is true of the overall Danish energy grid, 
including electricity, natural gas, heat and, in the long 
run, hydrogen.
•  The methods used to increase the share of renewable 
energy should not compromise the security and reli-
ability of the system.
•  These methods should also aim to reduce energy pro-
duction costs, and the overall pollution created by the 
energy system.
To promote renewable energy it is important to better 
understand how research and policymaking can create 
technological innovation.
•  To move down the learning curve requires markets to 
learn from. governments can promote these markets, 
initially through demonstration programmes.
•  sometimes market stimulation programmes are 
more efficient policy instruments than research pro-
grammes.
•  Energy R&D programmes and other government policy 
instruments should put more emphasis on application 
and business development.
To stimulate progress towards a substantial percentage of 
renewables in the energy system it is necessary to estab-
lish partnerships and consortia that bring together soci-
ety, research and industry. such partnerships can form 
the basis for developing and introducing new energy 
technologies, which will always be initially more expen-
sive than established technologies.
Partnerships are also natural platforms for renewable 
 energy demonstration projects, which are important 
 during the pioneer and introduction phases of new 
energy technologies. It is obvious that demonstration 
projects are fundamental in gaining public acceptance 
of new energy technologies, and will lead to more rapid 
deployment than might otherwise be the case.
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3 Global drivers for transformation of energy 
systems
JOHN M. CHRIsTENsEN, RIsø NATIONAL LAbORATORy, DENMARk; MARk RADkA, UNEP, FRANCE 
THE sECTION ON gLObAL IssUEs HAs bENEFITED FROM CONsULTATIONs WITH DR. FATIH bIROL, IEA, FRANCE
Major global driving forces for energy  
development
Energy policies and the development of the energy sector 
have in recent years returned to the forefront of national 
and international political priorities. After the oil price 
shocks of the 1970s and early 1980s, when interest in 
energy increased rapidly, falling oil prices and increasing 
reliance on natural gas and coal, combined with stable 
market conditions in the 1980s and much of the 1990s, 
have led to significantly reduced political attention.
sector development in the 1980s and 1990s focused to 
a large extent on reforms of institutions and markets 
and on increased involvement of the private sector, es-
pecially in the power sector. Concerns about security of 
supply decreased as a consequence of stable and expand-
ing markets, and the focus shifted towards economic ef-
ficiency and environmental concerns.
With climate change gradually emerging as a major 
global environmental concern, illustrated by the estab-
lishment of the UN Framework Convention on Climate 
Change (UNFCCC) and later the negotiation of the kyoto 
Protocol (kP)—the role of the energy sector as the main 
emitter of greenhouse gases has brought a new political 
rationale for the development of more climate-friendly 
energy supply and increased efficiency.
The last couple of years have seen the increasing impor-
tance in the global energy market of rapidly-expanding 
national economies, notably China and India. Together 
with other geopolitical developments such as political 
changes in some of the major oil producing regions, this 
has produced strong political concerns about future se-
curity of supply. This has been compounded by simulta-
neous dramatic increases in oil and gas prices.
The role of energy supply as a key facilitator for economic 
development in the poorer regions of the world has been 
increasingly recognised over the last decade. Developing 
countries are devoting more attention to securing their 
future energy supplies for a variety of uses: industry, and 
urban uses and for the poorer communities in both rural 
and peri-urban areas communities.
global energy policy is therefore dominated by three 
overriding concerns making them drivers for future en-
ergy development activities:
• security of supply;
• climate change;
• energy for development and poverty alleviation.
The three areas are in several ways interlinked, and every 
energy policy or programme should ideally promote 
them all—or at least not have negative effects in any 
area. In practice, however, many national policy land-
scapes have been dominated by just one of these factors. 
This section of the report analyses how the three drivers 
are addressed at the levels of global, regional (EU) and 
Danish energy policy.
The subsequent technical sections of this report do 
not discuss these drivers directly, but their focus is on 
renewable energy technologies that have the potential 
to make positive contributions to addressing all of the 
three concerns. This is not solely the domain of renew-
able technologies, of course; energy efficiency, nuclear 
and clean fossil technologies all have a role to play, not 
withstanding that this role may vary depending on na-
tional circumstances.
The driving forces have been summarised in [1] as:
(a)  security of energy supply: Oil and gas importers are 
becoming ever more dependent on imports. Rising 
demand for oil in particular heightens concerns over 
whether additions to reserves are keeping pace with 
rising production. The recent dramatic increase of oil 
and gas prices compounds worries about security of 
supply. Not least, it has caused financial problems in 
many oil-importing developing countries and coun-
tries with economies in transition, where rising bills 
for imported energy affect the poor in particular. In 
terms of security of supply, countries and individual 
consumers face the same challenge: ensuring conti-
nued access to affordable quantities of energy;
(b)  energy for development: In 2002, almost 1.6 billion 
people in developing countries, representing about 
one-quarter of the world’s population, did not have 
access to electricity in their homes. An additional 800 
million rely on traditional biomass for cooking and 
heating purposes. It is unlikely that the internatio-
nally agreed goals of the United Nations Millennium 
Declaration for poverty reduction will be achieved 
unless access to modern forms of energy is dramati-
cally increased in the developing world. Doing so, 
however, is a great challenge;
(c)  climate change: The energy sector is the main con-
tributor to global greenhouse emissions. In order 
to meet the aims of the United Nations Framework 
Convention on Climate Change it is necessary to 
reduce dramatically the carbon intensity of energy 
production and use. For countries with obligations
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under the kyoto Protocol this process has already 
been initiated—although at a different pace in differ-
ent countries. This notwithstanding, even aggressive
emission reduction policies do not obviate the need 
for increased impetus for adaptation measures, mainly 
through technology support and international coopera-
tion.
Global energy development and priorities
The following section will briefly assess how these three 
concerns manifest themselves at the global level.
The International Energy Agency (IEA) in its World En-
ergy Outlook for 2005 [2] predicts that if governments 
stick to current policies in the energy sector over the 
coming decades, global energy demand will be more 
than 50% higher by 2030 (Figure 1). This will evidently 
clearly present significant challenges in terms of both 
energy security and climate change.
The increase in demand will be combined with a marked 
shift in the relative importance of the different country 
groupings: the OECD countries are predicted to decrease 
their share of global energy demand by around 10%, 
while developing countries will increase their share by 
almost the same amount, overtaking the OECD coun-
tries in terms of share of global demand. This primarily 
reflects the rapid growth expected in countries like bra-
zil, China and India, but it should be stressed that OECD 
per-capita energy consumption will remain significantly 
higher than that of the developing countries.
The IEA expects that the increase in consumption will in-
creasingly be met by fossil resources located outside the 
OECD countries. Most will come from the Middle East, 
North Africa and Russia, plus a few other countries.
Meeting the projected demand growth mainly from fos-
sil resources will inevitably lead to a significant increase 
in greenhouse gas emissions: up to 50% by 2030. This 
would accelerate existing climate change, and create an 
energy infrastructure that would be unable to deal with 
the climate issue even in the long term.
The IEA concludes that the “business as usual” scenario 
is not sustainable in terms of neither energy security nor 
climate change. The IEA’s 2005 World Energy Outlook 
[2] therefore includes an alternative policy scenario in 
which current new considerations are fully implemented 
and energy-efficient technologies are more rapidly de-
ployed in non-OECD countries. Under this scenario, de-
mand growth would be reduced by at least 10%, with 
corresponding reductions in greenhouse gas emissions 
and reduced pressure on oil and gas supplies.
The alternative scenario also shows that the cost of the 
required energy efficiency measures and renewable en-
ergy technology would be more than offset by savings in 
fossil fuel consumption. since this alternative scenario 
is not anticipating new specific policies aimed at reduc-
ing greenhouse gas emissions, or other more ambitious 
efforts in security or development, it can be argued that 
further cuts in both fuel demand and greenhouse gas 
emissions could be achieved if the political will were 
present.
geopolitical drivers notwithstanding, development in 
the coming decades will face a major challenge in find-
ing enough investment capital to meet the anticipated 
growth in demand—whether under “business as usual” 
or an alternative path. Many developing countries, es-
pecially the rapidly-growing economies of China, India 
and parts of south-east Asia, will need to invest heavily 
in new energy supply, at the same time as many Euro-
pean countries and North America will be replacing their 
aging energy infrastructure. This will in itself represent 
a significant challenge to the national and internatio-
nal investment institutions. A much smaller but no less 
challenging task will be to ensure that capital is available 
for energy investment in the poorer parts of the world, 
especially sub-saharan Africa.
key investment figures from the IEA World Energy In-
vestment Outlook 2003 [3] are:
•  Us$16 trillion needed over the next 30 years for energy 
sector investment;
•  Us$10 trillion (60% of the total) needed for electricity 
investment;
•  approximately Us$5 trillion needed for developing 
countries and transition economies (CEITs), where 
risks are perceived as high and private investment is 
currently declining.
In this brief section it is not possible to present details of 
alternative development paths at the global level, but it 
is clear that every country and region will need to play its 
part in changing the current energy development path.
some of the general issues affecting energy are outlined 
by the World business Council on sustainable Develop-
ment (WbCsD) in its analysis Pathways to 2050 [4]. This 
study identifies five “mega-trends” which highlight the 
main areas where action is required to achieve long-term 
sustainable development:
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figure 1. World primary energy demand till 2030: the ”business as usu-
al” scenario.
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3 1.  Electricity generation: All predictions forecast that electricity will increasingly act as the final energy car-
rier;
2.  Industry and manufacturing: Together with electri-
city generation, the manufacturing sector presents 
the main challenge in carbon emission reductions for 
the short and medium term;
3.  Mobility: The need for transport and mobility is in-
creasing all around the world. To address this, there is 
an urgent need to develop new transport and engine 
technologies and to find ways of stimulating changes 
in needs and preferences related to mobility;
4.  buildings: Existing technologies for energy-efficient 
buildings need to be used on a much larger scale. Ap-
pliances must be made more energy-efficient. A major 
challenge will be to cope with rapid urbanization in 
Asia and Africa;
5.  Consumer choices: Changes in consumer behaviour 
need to be part of future energy strategies, although 
this does not have to imply restrictions on energy 
services. This area is politically sensitive and has re-
ceived limited attention to date.
EU strategic approach
The following sections will briefly discuss how the global 
energy challenges manifest themselves at regional level, 
in the European Union, and especially in Denmark, as 
an example of actions relevant to individual countries.
The European Commission recently launched a new 
“strategy for sustainable, competitive and secure energy” 
[5] that sets out strategic visions for European energy de-
velopment in the coming decades.
The EU strategy reflects the global concerns referred to 
above: energy security, climate change and the need for 
major infrastructure investment. In addition the full 
implementation of an open and competitive internal 
European energy market is seen as an important tool 
in achieving these long-term objectives. A practical re-
striction, however, is the reluctance of many countries 
to treat energy security as a regional, and not purely na-
tional, issue.
The strategy also recognises that the EU should help de-
veloping countries make the best use of energy for devel-
opment and access.
The strategy identifies three main objectives for energy 
policy in European countries:
1.  sustainability: Developing renewable energy and 
 other low-carbon energy sources, particularly alterna-
tive transport fuels; curbing demand; and playing a 
leading role in the global climate change effort;
2.  Competitiveness: Creating an integrated electricity 
and gas market, supplemented by policies to stimu-
late investment in new clean supply technologies and 
energy efficiency, and being a technology leader in 
general;
3.  security of supply: Reducing Europe’s increasing 
import dependency through the actions referred to 
above, plus efforts to secure long-term stable energy 
supplies and increase the robustness of energy sys-
tems to cope with emergencies.
Figure 2 and Figure 3 clearly show the challenges facing 
the EU countries.
Figure 2 shows clearly that without dedicated policy ac-
tion over the coming decades, EU dependence on energy 
imports would increase significantly, especially for natu-
ral gas and solid fuels, while the import ratio for oil is 
already very high and increasing. This is in view of the 
increasing prices and recent events with external supply 
disturbances not considered sustainable.
Figure 3 shows that at the current rate of progress, Europe 
is a long way from meeting its agreed targets for green-
house gas emission reductions, and certainly not putting 
in place a trend which would comply with the necessary 
strengthened commitments that will be needed after the 
first kyoto commitment period ends in 2012.
The new strategy is therefore a direct response to the glo-
bal challenges as seen from an EU perspective. Its policy 
focus will be on:
•  improving energy efficiency and increasing the use of 
renewable energy sources, using a broad span of policy 
tools including national targets, standards, and mar-
ket incentives such as emissions trading. The existing 
short-term target for the share of renewable energy in 
overall energy use (10% by 2010) and in electricity pro-
duction (22% by 2010) will need to be revised in the 
longer term along with potential mandatory measure 
in the efficiency area;
•  creating a more competitive market for electricity and 
gas in the EU member states is seen as an important 
way to increase the overall efficiency of the system, 
and is expected to reduce consumer prices. This is cur-
rently constrained by inadequate interconnections and 
by member states’ desire to maintain supply security at 
the national level;
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figure 2. Projections of the fractions of energy from different sources that 
the EU 25 will need to import if no significant policy changes are made 
over the next 25 years. [5]
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•  strengthening supply security through political dia-
logue and partnerships with major oil and gas produc-
ing countries, and by re-examining the role of nuclear 
power. The latter is an area with significant divergence 
among the member states, so it has no common EU 
policy.
The challenge of energy for development is addressed 
separately through new EU instruments. The first of 
these will be a new Energy Facility with three priorities:
•  delivery of energy services: The largest financial con-
tribution from the Facility will be spent on improv-
ing rural people’s access to modern energy services, 
particularly in Africa. Priority will be given to people 
in areas that do not yet have electricity or gas. Pro-
posals should ensure that investment is economically, 
socially and environmentally sustainable;
•  creating an enabling environment: Where appropriate 
governance conditions are not in place for delivery-ori-
ented intervention in the field, up to 20% of the Facility 
will support the development of an enabling environ-
ment for the energy sector based on good governance 
principles. The Facility will promote the implementa-
tion of sound national energy policies and strategies, 
improve the institutional, legal and regulatory frame-
work, strengthen the capacity of key stakeholders, and 
improve monitoring and evaluation capacity;
•  supporting future large-scale investment programmes: 
Up to 20% of the Facility resources will be devoted to 
the preparatory activities needed for future large-scale 
investment in cross-border interconnections, grid ex-
tensions and rural distribution, preparing them for fi-
nancing by international finance institutions.
In parallel, the European Commission is working with 
partner countries to integrate energy development as a 
priority in its new development cooperation agreement, 
which will provide much larger and better-sustained 
support for energy and development needs.
National strategies: Denmark
In 2005 the Danish government presented a new “En-
ergy strategy 2025” [6] outlining the country’s major en-
ergy challenges over the next two decades, and possible 
ways of meeting them.
since Denmark is part of the EU and has been one of 
the active countries in the articulation of the EU strategy 
discussed above, it is not surprising that the main chal-
lenges are similar to those of the EU as a whole, though 
naturally with a national perspective:
• security of supply;
• climate change;
• economic growth and competitiveness.
The strategies used to address these challenges are simi-
lar to those of the EU as a whole, again with some spe-
cific Danish angles.
Renewable energy, especially wind, is already a major 
contributor to the Danish power supply with approxi-
mately 24% in 2003. If district heating is also taken into 
consideration, the percentage of renewable energy is even 
higher, due to the use of agricultural residues. Denmark’s 
ambition is that the share of renewable energy should 
grow to 35-40% over the next 20 years, especially if new 
initiatives on energy efficiency are fully implemented.
Transport is singled out as a special challenge. Energy 
use in the transport sector has increased steadily, com-
pared with stabilisation or even decrease in other sectors. 
since Danish taxes on cars and fuel are already among 
the highest in the world, additional taxation on its own 
is not believed to be a viable instrument. Instead, chang-
ing the tax system to better reflect the energy consump-
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figure 3. Greenhouse gas emissions projections and kyoto targets.
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3 tion and environmental loads of products and industries could be a way to stimulate the development of more 
efficient cars and alternative fuels.
In the climate area the above efforts will contribute but 
in addition a number of specific instruments are being 
implemented and will be expanded. These include the 
flexibility mechanisms known as Joint Implementation 
(JI), Clean Development Mechanism (CDM) and Emis-
sions Trading (ET), including expansion of the quota sys-
tem to include more sectors and entities.
Increased integration and market orientation of the 
Danish power and gas market is also seen as a way to 
increase the technical and economic efficiency of the 
energy system.
Conclusions
Political, economic and environmental drivers have 
pushed energy to the forefront of international politics 
in recent years. There is increasing concern about secu-
rity of energy supply, climate change, and the role of 
energy in alleviating poverty. These three concerns are 
interlinked in many ways, and it is desirable that indi-
vidual policies and programmes should benefit them 
all—or at least avoid harming any of them.
As the previous sections have shown, however, decisions 
on energy policy are subject to many regional and na-
tional priorities. Finding a global energy development 
path that satisfies all three concerns, especially climate 
change, is a major challenge that requires coordinated 
action from all countries. The EU has shown leadership 
in mitigating climate change, and now its new energy 
strategy is addressing the other two areas of concern.
Recommendations for Danish society
During the 1990s Denmark was a leader within the EU 
on climate issues and renewable energy development, 
but new political priorities in recent years have changed 
this position somewhat.
With a significant share of renewables in its power sup-
ply and domestic oil and gas resources, Denmark is in a 
good position to deal with energy security issues in the 
short and medium term. Long-term resource availability 
remains a concern, especially in the transport sector, 
which has been growing rapidly with no clear policies in 
place to change the situation to reduce its dependence 
on oil.
This seems an opportune moment to stimulate the de-
velopment of bioenergy resources, especially biofuels, 
as a way to deal with both energy security and climate 
 issues at the same time. some of the following chapters 
will expand on this.
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Introduction
Renewable resources, once almost insignificant, are now 
gradually expanding their role in global energy supply. 
In 2004, renewable energy from all sources accounted 
for approximately 13% of global primary energy supply. 
The biggest contributors were large hydropower (ap-
proximately 2%) and biomass (a little more than 10%). 
Around 1% of global primary energy came from new 
renewable sources such as photovoltaics, solar thermal, 
wind power, small-scale hydropower, geothermal, biogas 
and new biomass (Table 1).
but while the two large contributors are increasing only 
slowly in absolute terms, or even staying constant, con-
tributions from new renewable sources are expanding 
rapidly. Today, the fastest-growing energy technology 
is photovoltaics, which over the last five years has in-
creased by 35% annually—albeit starting from a very low 
level. Other new renewables are following the same line: 
over the same period wind power has increased by 28%, 
biodiesel by 25%, and solar hot water heating by 17%, 
all calculated as average annual growth rates [1].
Technology EJ Share
Hydro 10.0 2.1%
Geothermal power 1.9 0.4%
Wind power 0.3 0.1%
Solar power 0.005 0.001%
Geothermal heat 0.2 0.0%
Solar heat 0.2 0.0%
Biomass 48.3 10.4%
Total renewable 60.9 13.1%
Total global primary  
energy consumption
 
465.4
 
100.0%
Table 1. The contribution of renewables in global primary energy sup-
ply. [2]
The reasons for the success of new renewable sources are 
many, amongst these not least an important policy sup-
port. A recent European Commission communication 
on support for electricity from renewable energy sources 
[3] says:
“Increasing the share of renewables in EU electricity has 
well recognised benefits, in particular:
• improved security of energy supply;
•  enhanced competitive edge for the EU in the renew-
able energy technology industries;
•  mitigation of greenhouse gas emissions by the EU 
 power sector;
•  mitigation of regional and local pollutant emissions;
•  improved economic and social prospects especially for 
rural and isolated areas.”
similar benefits are to be expected all over the world, 
giving rise to global, regional and national initiatives 
promoting new renewables.
In south Africa, for example, the Johannesburg Renewa-
ble Energy Coalition (JREC) was established in 2002. The 
JREC “focuses on international, regional, and national 
political initiatives that help foster an enabling environ-
ment for the promotion of renewable energy” [4]. by 
now 87 countries have joined the JREC and still others 
have expressed an interest in participating.
In 2005 the Renewable Energy Policy Network for the 
21st Century (REN21) was launched in Copenhagen 
to provide a forum for the development of renewable 
energy sources. The objective of REN21 is “to allow the 
rapid expansion of renewable energy in developing and 
industrial countries by bolstering policy development 
and decision-making on sub-national, national and in-
ternational levels” [5].
Within the EU, the non-binding targets for the develop-
ment of renewable sources in the EU-25 countries give 
general guidance to member states‘ policies on support-
ing renewables. These targets are about to be extended 
to 2020.
The rest of this chapter describes in more detail the sta-
tus of renewables, including policy, in three important 
regions: the EU, China and the UsA.
Policy status and development of renewable 
energy in Europe
In the last ten years Europe has seen a rapid development 
of renewables, and is now in the lead in wind power, 
photovoltaics, biomass and biogas. Although only a few 
countries have actually been driving the development 
of renewables, policies in Europe have been reasonably 
 stable and continuous, and this has helped to sustain 
fairly rapid development.
back in 2001 the European Commission established 
non-binding targets for renewable energy sources in the 
EU-15, and in 2004–05 these targets were extended to 
the new member states of the EU-25. Although these tar-
gets are not binding, they play a large part in driving 
renewable policies in the individual member states. The 
overall targets are for renewables to cover 12% of the 
EU’s gross inland energy consumption by 2010 [6], and 
21% of electricity consumption by 2010 [7].
In 2003 renewables provided approximately 13% of the 
electricity consumed in the EU-25, while approximately 
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6% of total primary energy was supplied by renewables. 
Figure 4 shows the historical development of electricity 
generation from new renewables.
A number of different instruments are presently used in 
the member states to support the development of renew-
able energy. Quota obligations with tradable green certif-
icates, feed-in tariffs, tender procedures and tax measures 
dominate national support systems at the moment.
At present, most support schemes are national in scope, 
and cross-border trade of green power or green certifi-
cates is limited. The only exception was a system under 
which the Netherlands imported green certificates; this 
had some adverse effects, not least because most of the 
certificates came from existing plants, and the system 
was abandoned after a few years. The general picture of 
EU support mechanisms is rather fragmented (Figure 5).
Figure 5 shows that the most common support system is 
the feed-in tariff, followed by quota obligation schemes 
accompanied by green certificates. According to the re-
cent EU communication on support for renewable sour-
ces [3] the most effective scheme in general is the feed-in 
tariff because investors perceive this to have the lowest 
risk.
Feed-in tariffs have been highly effective in the deploy-
ment of wind power in germany, spain and Denmark, 
and also for photovoltaics in germany. Nevertheless, the 
effectiveness of the support system depends heavily on 
the specific design of the scheme. Other schemes might 
be just as effective in particular cases, for instance ten-
dering in the case of offshore wind farms.
Not only are the support schemes quite different be-
tween member states, but the level of support also varies 
significantly between countries. To a certain extent this 
may match the different opportunities for renewable 
sources in the countries, but it is not always the case, as 
Figure 6 shows for biomass power generation.
Figure 6 makes it clear that levels of support do not 
 necessarily match long-term generating costs. In a 
number of countries the support levels are either below 
or significantly above generation costs, signalling that 
there still is room for improvement of support policies 
for renewables in the EU.
Although the EU has considerably increased energy pro-
duction from renewables, significant potential still exists 
across the member states (Figure 7).
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figure 4. The development of electricity generation from new renewables in the EU-25 from 1990 to 2003. [8]
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figure 5. Renewable electricity support systems in Europe. The “old” EU-15 countries are on the left and the “new” EU-10 countries plus Bulgaria 
and Romania on the right. [8]
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Except for traditional large-scale hydro, significant po-
tentials1 exist for all renewable sources. biomass and 
wind power (both onshore and offshore), especially, 
have great scope to contribute to the EU’s energy supply. 
but although the potential is there, will the current rapid 
expansion of renewables in the EU continue, and what 
direction will future EU policy take?
According to the EU itself, there is no need at present 
to change EU policy in order to meet the 2010 targets. 
What is needed is closer links between national policies. 
In the medium term this should create clusters of coun-
tries or regions with similar support regimes, which in 
turn will provide benefits such as cross-border trade in 
renewable energy production and green certificates.
The EU has huge potential for developing renewable en-
ergy sources, and has established a strong foundation for 
this in recent years. Nevertheless, renewables within the 
EU are dominated by just a few countries; if the EU is to 
reach its indicative targets for renewables, more coun-
tries will have to contribute significantly.
A long-term vision for renewables development in the 
EU is needed, including long-term milestones for each 
of the member states and an outline of how the support 
systems for renewables should develop. The integration 
of renewables in Europe’s energy systems should be stud-
ied more thoroughly, especially the possibilities of estab-
lishing stronger interconnectors between member states, 
to facilitate the cross-border trade of green power.
Renewable technologies in China
Renewable energy resources play a key strategic role in 
maintaining the balance between energy supply and 
demand in China. At present, traditional and non-com-
mercial renewable energy, such as fuel wood, provides 
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figure 6. Support levels compared to long-term marginal generating costs for biomass electricity based on forestry residues in the “old” EU-15. [8]
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4 China with the equivalent of more than 300 million tons of coal (TCE) annually. Roughly 328 TWh of electricity 
comes from hydropower stations, accounting for 17% 
of China’s total electricity output. Excluding traditional 
uses of biomass, China’s total use of renewable energy in 
2004 was more than 130 million TCE, accounting for 7% 
of the nation’s total energy consumption. [9]
China possesses plenty of hydropower, biomass, wind 
and solar energy resources, which could provide a sound 
basis for large-scale development of renewables. by 2004, 
the installed hydropower capacity was 108 gW, which is 
only 25% of the economically exploitable potential.
Despite its huge inland area and long coastline, China is 
still in the initial stages of exploring its wind resources. 
by the end of 2004, only 43 grid-connected wind farms 
and a total capacity of 760 MW had been installed in 
China. Moreover, China has only fully mastered the 
manufacture of wind turbines with capacities up to 750 
kW, compared to the multi-MW machines available in 
Europe and the UsA.
Two-thirds of China‘s land area has more than 2,200 
hours of sunshine a year. solar water heaters (sWHs) 
are extensively used by both urban and rural house-
holds. The country also has 30 MW of solar photovol-
taic systems, of which half are used to supply domestic 
 electricity in remote rural areas and another half are 
used in commercial and industrial areas as power sup-
ply. grid-connected photovoltaic systems on roofs and 
major buildings are mostly pilot projects in a few big 
cities.
Most of China’s biomass energy is used for heating in 
conventional furnaces and boilers. New technologies, 
such as gasification, liquid fuels, and biomass for power 
generation, are developing only gradually and are still 
small in scale.
Policies and plans for renewable energy
The Chinese government has for many years seen renew-
able energy as important. In the 1980s China formulated 
many policies and programmes to support the develop-
ment of renewable energy in rural and poor regions. In 
the 1990s the government announced several policies to 
encourage renewables generally, but these proved unsus-
tainable; they were either applied only in limited areas, 
or were too general and lacked concrete systems for im-
plementation.
In 2003 the government began work on a new Renewable 
Energy Law, which came into force on 1 January 2006. 
As well as highlighting the strategic significance of re-
newable energy, the new law attempts to remove barriers 
to development, and through institutional innovations 
to create a market atmosphere conducive to renewables. 
Actions include:
• identifying national targets;
•  priority and preferential tariffs for grid-connected re-
newables schemes;
•  co-sharing system to cover extra costs of renewable en-
ergy productions;
•  a special fund for renewable energy development;
•  favourable loans and tax policies for renewables.
The Renewable Energy Law is a high-level policy 
that needs to be backed up by detailed and practical 
 measures. so far, several of the most urgent of these 
have been worked out. One example is the feed-in ta-
riff for electricity produced from biomass. The tariff has 
two components: a benchmark in line with generating 
costs at Chinese coal-fired power stations fitted with flue 
gas desulphurisation (FgD), in the range €0.023–0.044 
/kWh, and a subsidy of €0.025 /kWh.
Tariffs for grid-connected wind power are set through a 
bidding process. For other solar, wave, tidal and geother-
mal power projects, which so far remain small in scale, 
prices are in principle set by the government on the basis 
of costs plus reasonable profits.
The extra cost of grid-connected electricity from renew-
able sources, plus the costs of extending the grid, and 
operating and maintenance costs for stand-alone renew-
able-energy power stations in remote areas, will be shared 
by all power consumers through a small surcharge on 
the price of electricity.
To give the market clear signals on what kind of tech-
nology will be encouraged, the government has issued 
a guidance Catalogue on renewable energy industry. 
Other detailed regulations for practical implementation 
of the law, such as quota obligation for major genera-
tors, and incentive instruments, are in preparation and 
are scheduled to be issued soon. The 11th Five year Plan 
(2006–2010), to be issued shortly, will also help to guide 
the development of renewable energy in the near term.
In line with the new law, central and provincial govern-
ment agencies are required to make plans to develop re-
newable energy. The central government has created a 
draft plan for medium- and long-term renewable energy 
development (up to 2020), and is expected to issue it 
before the end of 2006. The plan proposes to increase the 
fraction of renewable energy (including large hydro) in 
the country’s energy mix from its present level of 7% to 
10% by 2010, and to 16% by 2020.
Hydro, wind, solar and biomass power generation will be 
the dominant technologies. by 2020, the plan is to in-
crease hydro capacity to 300 gW, and wind and biomass 
power capacity to an ambitious 30 gW each. grid-con-
nected photovoltaic capacity should reach more than 1 
gW by 2010, mainly in large cities.
The future of renewables in China
As the world’s second-largest producer and consumer of 
energy, China is experiencing great energy-related pres-
sures because of its huge population and rapid economic 
development.
With limited oil and natural gas reserves, China is one of 
the few countries to depend mainly on coal. Nearly 90% 
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4 of the energy for power generation comes from coal, which also accounted for 67% of the national energy 
mix in 2004. such heavy use of coal has severely dam-
aged the environment.
Renewable energy resources are important for China’s sus-
tainable development, and have the advantage that they 
are located mainly in rural regions. Nearly 20 million 
 people in remote and poor regions do not yet have access 
to electricity, and it is economically viable as well as desir-
able to use renewable energy to help close this gap.
Electrification in rural areas promotes local development, 
reduces poverty and increases the quality of life. Accord-
ing to the medium- and long-term renewable energy 
plan, this will be achieved through a combination of off-
grid generation from renewable resources, and extension 
of the existing grid. As well as facilitating improvements 
in the energy infrastructure and environment protection 
that are critical for China’s development, renewable en-
ergy can therefore also play an important role in rural 
development and in creating a harmonious and well-off 
society. These strategic points have been adopted by the 
government.
Challenges remain for the future development of renew-
able energy in China. For instance, domestic manufac-
turing capability is quite weak, particularly in the wind 
industry. The current Wind Concession Programme re-
quires at least 70% of components to come from Chinese 
companies, which benefits industry in the long term and 
even may influence development of wind power in the 
short-term.
Chinese production capacity for photovoltaic cells and 
modules is booming and has reached nearly 100 MW per 
year. However, both the silicon needed as a raw material 
and the market for photovoltaic devices depend heavily 
on foreign countries. R&D activities too, in areas such 
as grid connection for wind power and roof-mounted 
 photovoltaic modules, need to be strengthened to sup-
port large-scale development. Most important of all, the 
set of policy instruments needed to support the law re-
mains incomplete, and this will inevitably slow down 
the development of renewable energy.
Despite these issues, renewable energy in China has a 
prosperous future. Encouraging factors are the govern-
ment’s proven commitment to renewable energy, and 
the critical problems affecting fossil-fuel energy systems 
in China.
Renewable technologies in the USA
The UsA has been developing and deploying renewable 
energy technologies since the first oil crisis back in 1973. 
Policies and support for renewables, however, have been 
subject to discontinuities that have hindered progress. 
Us policy has been characterised by three main issues 
[10]:
•  the basic policy rationale is to ease the development of 
renewables by avoiding market failures and removing 
commercial barriers. Externalities, including the level 
of environmental damage, are therefore one of the 
main determinants of the level of support;
•  federal renewable energy policies are complemented 
by state policies which often differ considerably from 
one another;
•  voluntary green power programmes, which allow con-
sumers to support renewable energy by paying a sur-
charge on their electricity bills, are becoming increas-
ingly popular.
Research and development in renewable technologies 
are supported at federal level. The federal government 
also sets the Production Tax Credit (PTC), a subsidy that 
has significantly influenced the development of renew-
able technologies, especially wind power. Although the 
PTC is in principle good for wind power, the “stop-and-
go” way in which it has been implemented have cre-
ated significant uncertainty in the industry and delayed 
investment decisions (Figure 8). The PTC is also closely 
intertwined with Us tax policy, making it difficult to cal-
culate the actual level of support for renewable technolo-
gies [11].
 With the exception of California, not much R&D on 
 renewable technologies is supported at state level. How-
ever, more and more policy initiatives to support renew-
ables are being taken at state level. broadly, four kinds of 
market-push programmes are being pursued [10]: quotas 
for renewables, subsidies, utility and information pro-
grammes (Table 2).
Policy measure Number of states
Renewable portfolio standard 18 plus Washington DC
Net metering for utilities 48
Disclosure programmes for 
customers
24
Public benefit funds for financing 16
Table 2. Renewable energy policy measures in place in 2000 at state 
level. [12]
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figure 8: The effect of the Production Tax Credit (PTC) on the develop-
ment of wind power in the USA, compared to the much more stable 
support regime in Spain.
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4 The Renewable Portfolio standard (RPs) is similar to the tradable green certificates used in Europe: it basically in-
troduces a quota of renewables, typically expressed as a 
minimum share of power production.
Net metering specifies the conditions under which util-
ity companies must buy electricity from their customers. 
This includes installations where the meter is allowed to 
run backwards for part of the time, which is especially 
relevant for photovoltaics on buildings.
Disclosure Programmes ensure that consumers have in-
formation about the technologies and fuels used to gen-
erate their electricity, while Public benefit Funds make 
finance available for renewables and other energy pro-
grammes [10].
Four types of renewables are currently important in the 
UsA: wind power, photovoltaics, biofuels for transport, 
and biomass for power and heat. As mentioned above, 
the development of wind power has been seriously af-
fected by delays in extending the PTC. In the 1980s 
and early 1990s the UsA was in the lead of developing 
wind power. Discontinuities in support for wind power 
caused problems for Us equipment manufacturers, how-
ever, and by the end of the 1990s only one wind turbine 
manufacturer was left in the UsA: the wind energy divi-
sion of Enron, which later became gE Wind.
Recently the development of Us wind power has soared, 
with more than 2,400 MW installed in 2005, and the 
country is now the world’s largest market for wind 
 power. The main reasons for this success are that wind 
power is getting closer to being economically competi-
tive with conventional power generation, and that more 
timely extensions of the PTC have created a more stable 
commercial environment.
The net metering programmes introduced by a number of 
states have also paved the way for the rapid development 
of photovoltaics since the mid-1990s. between 2002 and 
2004 a number of states also implemented specific “set-
asides” for photovoltaics in their RPss, resulting in the 
installation of 75 MW of grid-connected photovoltaic 
capacity during the period 1999–2003 [11]. Although the 
market continued to grow, the Us photovoltaics manu-
facturing industry suffered a downturn in 2003 and sev-
eral manufacturers reduced their production. At the end 
of 2004 Us manufacturers held only 11% of the world 
market for photovoltaics, compared to a peak of 46% in 
1995 [11], while german and especially Japanese manu-
facturers have increased their market shares.
Tax incentives have been used intensively to promote the 
development and use of biofuels in the UsA. In 1979 the 
Energy security Act created a federal ethanol tax credit 
of up to 60 cents per gallon, proportional to the percent-
age of ethanol in the fuel, and in 2004 this was extended 
until 2010 [11]. In 2006 the UsA overtook brazil as the 
largest producer of ethanol in the world.
biomass for power and heat still constitutes more than 
90% of all renewable energy used in the UsA, but biomass 
use saw virtually no increase in the period 1996–2004.
In summary, renewable development in the UsA has 
been affected significantly by the stop-and-go policies 
pursued by the government. This is true not only for 
the amount of renewable energy used, but also for the 
development of the renewables industry itself. several 
times—especially in wind power and photovoltaics—the 
UsA has taken the lead in early development, but do-
mestic manufacturing has not been able to keep up with 
developments abroad. The result is that the UsA has low 
market shares in many renewable technologies, even 
though the country has a significant domestic demand. 
The UsA has a large potential for new renewable energy 
capacity, and perhaps the recent surge in wind power 
heralds a better future for the Us renewables industry.
The future of renewable energy sources
What will be the global role of renewables in the long 
run? Can renewables contribute a significant share of 
future energy supplies, or will they remain a niche area 
compared to conventional energy? successful develop-
ment of renewables requires at least six issues to be care-
fully considered:
1.  stability and continuity in government support poli-
cies are of the utmost importance for the develop-
ment of renewable technologies. Many of these tech-
nologies have large upfront investment costs, which 
increase the risk for investors, even though they have 
low costs for fuel, operation and maintenance. To 
make the risk premium as low as possible it is impor-
tant to have a long-term framework for support. The 
importance of this is clearly seen by comparing the 
situation in Europe and the UsA.
2.  Long-term targets for renewables development signal 
political willingness to increase the share of renew-
ables in the energy mix, which increases the long-
term confidence of investors. both the EU and China 
are sending out strong signals in the form of goals es-
tablished for renewable energy, whilst the UsA as yet 
shows no such clear picture at Federal level (although 
several states have clear policies).
3.  An appropriate level of payments should be set. subsi-
dies that are too low will result in no development of 
renewable energy. subsidies that are too high simply 
increase the cost of development. In the worst case, 
the resulting lack of competition could keep renew-
able energy costs high, by hindering renewable tech-
nologies to slide down the learning curve towards 
lower prices.
4.  The development in renewable energy should be re-
viewed every year, and support policies adjusted if 
necessary.
5.  It is very important that new renewable technologies 
are assured access to the grid, and that plants are built 
in the right places. Lack of planning about where to 
site investments can hinder development, as in the 
case of wind power in the Uk.
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4 6. Cost-sharing mechanisms are important for renew-able energy development in developing countries like 
China, since large subsidies are needed in rural and 
poor areas.
As the previous sections have shown, renewable technol-
ogies are capable of delivering a significant share of the 
world’s energy. The increasing efficiency and reliability 
of renewable technologies, alongside high prices for oil 
and natural gas, pave the way for much greater use of 
renewables.
A number of renewable technologies are not yet eco-
nomically mature, however, and need a period of sup-
port before they can be considered economically com-
petitive with conventional fossil fuel technologies. A 
value for carbon emissions placed on fossil fuels would 
assist in this matter.
Experience in Europe has shown that a strong renewable 
energy industry can develop, given a climate of trans-
parent payment mechanisms and long-term political 
targets. This contrasts with the UsA, where the domestic 
renewables industry has suffered under stop-and-go sup-
port policies. The Chinese experience seems promising, 
with its strong long-term goals and huge efforts to ex-
pand the use of renewables and create a domestic indus-
try. Only the future, however, will show whether China 
can sustain this enthusiastic start.
In the long term, renewable energy will be important in 
achieving national and international targets for cutting 
carbon dioxide emissions, ensuring security of supply 
and contributing to economic growth worldwide, in-
cluding rural areas. To achieve this, renewables will need 
to be fully integrated into the mainstream global energy 
markets.
Conclusions
Although their contribution to global energy supply is 
still small, new renewables are expanding rapidly, with 
annual growth rates above 25% for technologies such as 
photovoltaics and wind power. The increasing efficiency 
and reliability of renewable technologies, alongside high 
oil and gas prices, pave the way for increased develop-
ment. More countries are becoming aware of business 
opportunities in renewables, and the environmental 
benefits are also important driving factors.
Renewable energy is now growing rapidly in the EU and 
the UsA, and the signals for faster growth in China are 
promising. Nevertheless, the development of renewable 
energy remains vulnerable, and a number of barriers 
could slow or even stop the process. It is important to 
tackle these barriers at an early stage, and to set up long-
term goals and coordinated support schemes for renew-
ables. Renewables will remain a niche area of the world’s 
energy supply for some years, but in the long run they 
can make a significant contribution that should not be 
missed.
Recommendations for Denmark
Denmark was one of the early movers in renewable en-
ergy technologies, but current work needs to be intensi-
fied if the country is to retain its leading role.
For new renewable technologies, continuity and stability 
in support policies are important if the investor risk—
and thus costs—are to be kept low. The Danish govern-
ment should develop a long-term strategy to support 
renewables. The strategy should contain medium- and 
long-term milestones for reducing costs, so that manu-
facturers would know at an early stage what they would 
have to live up to.
Danish politicians should also develop long-term targets 
for renewables in the national energy mix. Long-term 
goals signal political willingness to increase the share of 
renewables in the energy supply, which in turn increases 
the confidence of investors.
A domestic market for renewable technologies is impor-
tant for Danish manufacturers. This is not so much in 
terms of turnover, but mainly because the home market 
allows manufacturers to get rapid feedback from their 
customers. For the same reason it is important to have 
domestic demonstration facilities that allow manufac-
turers to test new products.
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Introduction
Innovation in energy technologies is high on the politi-
cal agenda in many countries. President bush, in his state 
of the Union speech in January 2006, said that the UsA 
is “addicted to oil”, and later announced a 22% increase 
in clean-energy research at the Us Department of Energy 
[1]. The European Union in its seventh Framework Pro-
gramme is expected to increase energy R&D budgets, not 
only for reasons of energy and climate policy, but also to 
help increase the EU’s overall competitiveness (the “Lis-
bon Agenda”) through initiatives such as the Competi-
tiveness and Innovation Framework Programme (CIP). 
In this sense “Lisbon” has become as relevant as “kyoto” 
in European energy technology policies.
As argued elsewhere in this report, there is a long-term 
need for introducing new and renewable energy technol-
ogies to the energy markets. It is generally acknowledged 
that this need will increase over the decades to come. 
A recent report from the OECD states that innovation 
in energy technologies has widespread implications, not 
only for OECD members’ energy policies but also for 
their economies in general [2]. As a result, understand-
ing how to stimulate innovation in energy technologies 
is of growing importance.
In the following several important aspects for an im-
proved understanding are discussed: the concept of in-
novation and innovation systems in general, the role 
of business clusters, models for the innovation process, 
the role of demonstration projects in innovation, the 
concept of learning curves and the possible role of ven-
ture capital in innovation. Finally, we will discuss the 
changed framework for energy technology innovation 
in Denmark.
Innovation and innovation systems
Innovation can be defined generally as changes in ways 
of doing things. The process of innovation is often 
complex and uncertain. It involves both technical and 
commercial uncertainties and risks. One way to miti-
gate these risks and uncertainties is to share the inno-
vation process with other stakeholders—not just other 
companies, but all the different actors that make up the 
surrounding environment or framework. This means 
that technological innovation is not solely a matter of 
technology, manufacturers and markets. Policy makers, 
analysts and innovators also have to address the wider 
framework or environment in which companies operate, 
and in which innovation and new technologies emerge. 
The concept of an “innovation system” takes this broad 
view of the process of innovation.
An innovation system can be defined as the “elements 
and relationships which interact in the production, dif-
fusion and use of new and economically useful knowl-
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5 edge” [3]. In this understanding of innovation, the core is knowledge production and learning processes centred 
on industrial products in companies and markets. The 
knowledge processes are not limited to a single com-
pany, but must be seen in a broader institutional con-
text, including not only subcontractors and customers 
in the product supply chain, but also knowledge net-
works and knowledge institutions such as universities, 
research centres, and institutions for innovation support 
and technology diffusion.
The innovation framework also includes the legisla-
tion, regulations and structures that govern competi-
tion, labour markets, capital investments, and more. It 
includes the information technology infrastructure and 
the ways in which it is used, because these are important 
to the knowledge transfer and learning within the in-
novation system. Finally, international cooperation and 
knowledge inflows are also very important factors in an 
innovation system. The characteristics and interdepen-
dencies of innovation systems can be summarised as in 
Figure 9.
 
The role of clusters
Innovation systems are not restricted to the national le-
vel; they can be found at regional and even local levels. 
They also appear within industry sectors, where they are 
often known as clusters.
The influential American economist Michael Porter 
defines clusters as “geographic concentrations of inter-
connected companies, specialised suppliers and service 
providers, firms in related industries, and associated in-
stitutions (e.g. universities, standards agencies, and trade 
associations) in particular fields that compete but also 
cooperate” [5].
Clusters are often found to act as the driving force in both 
regional and national economies (a famous example is 
silicon Valley). The concept of a cluster gained support 
at the beginning of the 1990s, when Porter published his 
“Diamond of Advantage” model [6]. Porter argued that 
the competitiveness of a nation or region is based on the 
capacity of its industries to become part of a network 
with a geographical concentration of companies, insti-
tutions, customers and complementarities—in other 
words, a cluster. In his framework, Porter identifies four 
key determinants of industrial competitiveness: factor 
conditions; home demand conditions; related and sup-
porting industries; and industry strategy, structure and 
competitiveness. These are the key determinants in clus-
ter analysis and in the ability of a nation or a region to 
remain competitive over time.
Companies benefit from being part of a cluster by gain-
ing access to specialised inputs, such as components, 
services or human resources, from related companies 
and industries. Another potential benefit is access to 
information about the needs of demanding buyers or 
end-users. Companies also benefit from the often fierce 
internal competition within the cluster. The cluster leads 
to increasing productivity, higher competitiveness, and a 
high degree of entrepreneurial activity [7].
There is no doubt that a wind power cluster exists in 
the Danish peninsula of Jutland. Foreign wind turbine 
manufacturers (spanish gamesa and Indian suzlon) and 
wind power consultancies (garrad Hassan and Partners) 
have opened branches in Jutland so that they can ben-
efit from the competences of the cluster.
Inspired by the success of the Danish wind turbine indus-
try and the many good jobs the industry has created in 
thinly-populated Western Denmark—and because clus-
ters seem to be powerful tools in promoting innovation 
and regional growth—many regions and local authorities 
strive to establish themselves as hubs of energy technol-
ogy clusters. several cities and regions in Denmark, for 
instance, are trying to establish a Danish hydrogen en-
ergy hub. Regional and local politicians all over Europe 
have similar visions for clusters in hydrogen, fuel cells, 
bioethanol and other emerging energy technologies. In 
any case, energy innovation policy must take cluster ef-
fects into account, but there are still a lot of open ques-
tions about how to do this. Ideally, policy might even 
extend to the creation of new clusters.
Innovation policy
While the innovation system directs our attention to 
the framework conditions, the challenge for innovation 
policies is to make the many different actors, learning 
activities, institutions, and framework conditions work 
together efficiently. Johnson and Jacobsson [8] have 
identified a set of basic functions that need to be served 
in a technological innovation system if a new industry 
is to develop successfully around a particular technology 
(see box).
Basic functions that need to be served in a technological 
 innovation system [8] 
• To create and diffuse “new” knowledge; 
•  To guide the direction of the search process among users 
and suppliers of technology, i.e. to influence the direction 
in which actors employ their resources;
• To supply resources, including capital and competencies; 
•  To create positive external economies through the exchange 
of information, knowledge and vision; and
• To facilitate the formation of markets.
It is important to note that from the perspective of inno-
vation systems, the rationale behind innovation policy 
(government intervention in the innovation system) 
moves beyond merely correcting market failures, to en-
suring that actors and linkages in the innovation system 
works effectively as a whole, and removing blockages 
that hinder the effective networking of its components 
[9]. Thus there are a number of ways in which govern-
ment schemes can support an emerging energy technol-
ogy, depending on the maturity, by improving the ef-
ficiency of the innovation system.
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5 The assumption behind policies that support innovation is that creating stronger innovation systems can bring 
considerable benefits both to the economy and to so-
ciety. This means that the key challenge is not to speed 
up the flow of knowledge and technology from govern-
ment R&D laboratories to the market; instead, it is to 
develop markets and business opportunities. This con-
tradicts traditional thinking on policymaking in energy 
technology.
Innovation processes and the  
relations between academic research  
and industrial  innovation
As mentioned above, innovation is often a complex and 
uncertain process. To make policy for innovation in ener-
gy technology, one needs to understand the innovation 
process, or at least to have a mental model; false mental 
models give rise to poor policy recommendations.
Around the middle of the 20th century, a classification 
of R&D activities was introduced that was subsequent-
ly to become widely used. This classification had five 
groups: pure science, basic science, industrial research, 
development, and design [10]. Others have added pro-
duction and marketing to this classification, linked the 
groups, and referred to this model as the “linear model 
of innovation”.
The policy implication of this linear model was that if 
public money was funnelled into pure science at univer-
sities and other research organisations, the knowledge 
created would trickle down the model, through strategic 
and applied research in firms, and end up as products 
on the market. The result, ran the argument, would be 
innovation, competitiveness and prosperity for firms 
and nations. In the linear model, science-based learn-
ing takes place at the upper end, within institutions for 
science and research, or in the research departments of 
large firms.
The linear model of innovation has in many ways proved 
to be useful in energy policy studies. but because inno-
vation is not solely a matter of technologies, firms and 
markets the role of other actors have to be included in 
the models of innovation. Typically, the role of govern-
ment and investors are included (see Figure 10). Through 
policy interventions governments can stimulate innova-
tion. governments can apply both instruments oriented 
towards science and technology and market oriented 
instruments. Also private investors play important roles 
through debt (i.e. bank loans) and equity (i.e. venture 
cap). The roles of government instruments and venture 
capital will be discussed later in this article.
Despite its usefulness in science and technology policy 
studies, the linear model has been challenged ever since 
its appearance [5], but the criticism gathered pace during 
the 1980s. With better understanding of industrial inno-
vation processes, the linear model has been replaced by 
more advanced—and more complicated—models.
In the mid-1980s stephen kline of stanford University 
suggested an alternative model that later became quite 
influential in innovation studies: the chain-linked mo-
del [12]. kline was not a professor of innovation, socio-
logy or economics, but of mechanical engineering and 
thermodynamics, and he had practical experience of 
technological innovation and the relation between sci-
ence and innovation.
kline’s model suggests a more complicated relation-
ship between research, invention, innovation and pro-
duction, and shows that at least six paths link a firms’ 
knowledge pool to the central innovation process and 
its research activities. The central element in kline’s 
chain-linked innovation model focused on what takes 
place within a firm, and one of his main points was 
that science does not necessarily play a role in industrial 
innovation: “Any modern technical person beginning 
a task in innovation will not turn first to research. On 
the contrary, one turns first to the current state of the 
art, then to personal knowledge about the governing 
principles of the field. After that, one goes to the litera-
ture, consults, and calls in leading experts. Only when 
all that does not suffice does one start research.” [13]. 
This statement also  proved to be true for innovation in 
the Danish wind turbine industry during the 1980s and 
early 1990s [14].
Even though kline’s innovation model has been influen-
tial, several newer models of the innovation process re-
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5 turn to the idea that all innovation starts with scientific research. This idea is wrong. but research has a part to 
play in every stage of a technology’s progress towards the 
marketplace. This also means that research has different 
roles during the innovation process in firms.
Demonstration projects
As indicated in Figure 11 demonstration projects form 
an important phase between R&D and market introduc-
tion of new energy technologies. As well as testing the 
technology in “real world” situations (and thereby give 
valuable feed-back to refinement of the technology), 
high-profile demonstration projects also play a funda-
mental role in gaining public confidence in the technol-
ogy (and thereby stimulate the market creation).
If, for example, hydrogen is to become a realistic alterna-
tive to conventional fuels and energy carriers, demon-
stration projects will be an essential part of the market 
learning process. This can drive hydrogen technologies 
to acceptable levels of performance and cost.
The market learning that results from the deployment 
of a new technology is a necessary step in commerciali-
sation and cost reduction. In principle, market learning 
provides manufacturers with a feedback loop as they re-
fine and improve their products. Large-scale demonstra-
tion projects should be seen as the crossover point from 
R&D to the market.
Market-wide commercialisation and diffusion of a new 
technology occur after the technology has been success-
fully tested in large-scale demonstration projects and 
user feedback has been incorporated. Innovation litera-
ture argues that users play an important, sometimes cru-
cial, role in improving a given technology [15].
Learning curves and government instruments
Research, development and demonstration can not 
alone make a new energy technology competitive at a 
commercial market. From early market introduction to 
more widespread diffusion of a new energy technol-
ogy cost reductions through industrial manufacturing 
are vital. The concept of learning curves formalises the 
empirical observation that the cost of an industrially 
manufactured product decreases by a more or less con-
stant percentage each time the cumulative volume of the 
product is doubled. This percentage is usually referred to 
as the Learning Rate (LR). The Progress Rate (PR) is equal 
to 1 – LR and describes the multiplier for the cost level 
when the cumulative manufactured volume is doubled. 
It is typically in the range 80–90%. Recent interest in 
learning curves for energy technologies has aimed to es-
tablish models for the balance between public expendi-
ture on science and technology instruments (i.e. R&D 
programmes) on one hand, and on the other, market 
oriented policy instruments for new energy technologies 
that are not yet fully competitive.
Much effort has been spent in finding and analysing em-
pirical data for learning curves in different renewable en-
ergy technologies. In general, though, these studies face 
a shortage of reliable empirical data. One of the more 
comprehensive is the European EXTOOL study, which 
looked at the cost of electricity from wind turbines. In 
this case the progress ratio was found to be 83% for the 
period 1981–2000 [16]. The Danish figures are shown 
in Figure 12. The bold line covers the period 1981-1984 
where iterations between demonstration and early com-
mercialisation took place. The dotted line covers the 
 period from 1985 to 2000 where learning through in-
dustrial manufacturing took place.
As the amount and quality of data is often limited, we 
should be careful when drawing detailed conclusions 
from learning curve analyses. There are, however, some 
generic implications for policymaking. First of all, as 
Clas-Otto Wene noted, “a system that has no output 
will not learn—meaning that a technology that is not 
produced and deployed cannot start the ride down the 
experience curve. Technologies cannot become cost-ef-
ficient through laboratory R&D alone” [18]. Trade litera-
ture and policy analyses often include graphs showing 
that the cost of renewable energy, such as the cost per 
kWh of electricity from wind turbines, decreases with 
time. This sometimes leads to the flawed policy conclu-
sion that “we should postpone the use of this technol-
ogy until it has become more competitive”. The learning 
curve approach however indicates that technology be-
comes cheaper not as a function of time, but of market 
experience and deployment.
Another implication is that public policy on energy in-
novation should focus not only on scientific R&D and 
on facilitating knowledge flow between academia and 
industry, but also on policy instruments to support stable 
markets for the technology in question. Danish policies 
for wind power from the late 1970s included both el-
ements: science and technology oriented instruments 
(largely corresponding to the technology push part in 
Figure 10) and market oriented instruments (largely cor-
responding to the market pull part in Figure 10). From 
Danish wind industry’s cumulative global sales in MW
PR = 79%
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figure 12. Experience curve for Danish wind turbine technology, 1981–
2000 [17].
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5 Table 3 can be seen examples of policy instruments ap-plied to promote wind turbine technology and instal-
lation in Denmark from the late 1970s (not all policy 
instruments were used simultaneously).
Instruments oriented 
towards science and  
technology
Market-oriented 
 instruments
financial incentives:
R&D programmes
Dedicated research centres
Test facilities
Support for international 
cooperation
financial incentives:
Investment subsidies
Production subsidies
Taxation schemes
Soft loans
foreign aid programmes 
(CDM projects)
Other forms of regulation 
and legislation:
Approval schemes
Certification
Standardisation
Other forms of regulation 
and legislation:
Physical planning schemes 
for regions or municipalities
Resource assessment
Local ownership
Agreements with utilities
Regulation of grid connec-
tion
feed-in laws (and tariffs)
Green certificates
Information and public ac-
ceptance programmes
Table 3. Policy instruments used to promote wind turbine technology 
and installation in Denmark [19].
Venture capital in energy innovation
As Figure 11 indicates private investors have a role to 
play in bringing new energy technologies to the mar-
ket. Two types of private capital are available: debt (soft 
loans, bank debt, bonds) and equity (stock markets, ven-
ture capital, business angels). 
Debt is usually only available for low-risk investments, 
such as financing the deployment of new energy tech-
nologies where equity might be available for start-ups. 
The “food chain” here is often that business angels pro-
vide the first private capital or seed money in the early 
commercialisation phase. It is important to note, how-
ever, that government R&D programmes can often play 
the same role in establishing seed money for R&D in 
startup companies.
The next step is venture capital, and finally stock mar-
ket capital once the business is established. Venture 
capital and stock market capital supported the develop-
ment of the Danish wind power industry (Nordtank En-
ergy group A/s and Vestas Wind systems A/s). business 
angels and venture capitalists may need only the prom-
ise of a future market, but to attract stock market capital 
more often requires actual manufacturing and sales ac-
tivity.
Innovation literature as well as policy considerations 
have recently set focus on especially the role of venture 
capital in developing energy technologies. Venture capi-
tal plays a key role in high-tech areas such as biotech-
nology, software and telecoms, so it might be expected 
to finance R&D in energy technologies too (Figure 13). 
However, private investors are often reluctant to invest 
in new and environmentally sustainable energy tech-
nologies, and the situation in Europe is even worse than 
in the UsA. A survey in 2004 by the consultancy firm 
New Energy Finance showed that of nearly 3,500 or-
ganisations active in the “clean energy industry”, two-
thirds of all startups were in the UsA and only a quarter 
in Europe. Danish experience is that only 1% of Danish 
venture capital is invested in energy and environmental 
technologies, compared to 2.6% in the UsA [20].
Denmark faces a dilemma. On one hand, the country 
has fostered a number of new renewable energy tech-
nologies, and government energy R&D programmes 
have had a significant effect over the years. On the other 
hand, venture capitalists have had difficulties finding 
Danish project ideas to invest in. Too many potential 
projects are driven by technology, environmental issues 
or energy policy concerns, and too few by a good under-
standing of business development.
A recent OECD study on fuel cells highlighted a number 
of reasons why venture capital has limited interest in 
this area [22]. In the discussion below, we dare to extend 
this thinking to other energy technologies, too.
Energy technologies are highly capital-intensive com-
pared to software or telecoms. This makes investment 
less attractive to venture capitalists.
The energy sector has long time horizons. Power plants 
last for 30–40 years, which is much longer than the 
timescales of interest to venture capitalists. Many new 
energy technologies also have long time spans from 
early development and to full market penetration—fuel 
cells in cars, for instance, are anticipated to take 10–20 
years to become fully commercial. Other industrial sec-
tors offer much faster returns.
For governments, the return on investment in renewable 
energy technologies includes a cleaner environment and 
security of supply. Private investors cannot appropriate 
such returns. The OECD study points out that it is often 
unclear at what point in the value chain or innovation 
process investors will see their returns.
As many firms in the energy sector are still dominated 
by a “public utility” mindset (either with themselves or 
with their customers), the route to commercialisation is 
often unclear. Public research organisations also often 
have less experience in business plans and commerciali-
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sation strategies. such uncertainties reduce investors’ 
interest.
Markets for sustainable energy technologies are heavily 
influenced by government policies, and energy markets 
themselves are also highly regulated. With uncertainties 
about the stability and profitability of energy markets, 
few private investors are willing to take the risks when 
there are more reliable options elsewhere.
The OECD report notes that public research organisations 
(PROs) perform much of the world’s fuel cell research 
and development, and argues that this leads investors 
to channel capital to such institutions rather than to 
smaller companies. We could add that this might not be 
a great problem as long as PROs could spin-out startups 
or efficiently transfer knowledge to existing firms.
Policies for renewable energy in most countries empha-
sise research and technology (technology push). some 
countries also include market stimulation schemes (mar-
ket pull), such as the feed-in laws that have helped wind 
technology in Denmark, germany and spain. business 
development, user-driven innovation and interest in 
consumer needs seem to be less important for European 
national innovation policies.
Changed frameworks for energy innovation 
policy in Denmark
It is generally acknowledged that energy innovation poli-
cies were quite successful when the Danish wind power 
industry evolved during the 1980s and 1990s. similar 
success stories can be told about energy-saving technolo-
gies, clean coal and district heating.
Today the “industrial fairytale” of the Danish wind tur-
bine industry is still used to argue for similar policies on 
biofuels, photovoltaics, fuel cells and hydrogen. How-
ever, many of the characteristics of the Danish innova-
tion system relating to energy innovations have changed 
dramatically in the last decade.
First of all, the energy sector has been liberalised and de-
regulated. In the 1980s the public power utilities played 
a key role in financing the development and demonstra-
tion of modern wind energy technology. Today the con-
cept of “national power utilities” has been replaced by 
a number of private firms, often internationally-owned, 
with no national obligations beyond legislation and gov-
ernmental regulation. Private capital (i.e. venture capi-
tal) is expected to play an increasing role in developing 
new energy technologies.
Where as small and medium sized enterprises (sMEs) 
with a background in traditional industrial or “artisan” 
production formed the backbone of energy technol-
ogy innovation in the 1980s, today’s energy industry 
is characterised more by large international companies 
and small high-tech start up firms.
Danish R&D programmes were dramatically amended 
after the change of government in 2001. The level of 
public funded R&D in renewable energy was cut and a 
number of programmes targeted at renewable energy 
and environmental technology were terminated in 
2001. Though government R&D funding for renewable 
energy has now regained its 2001 level, the principles 
under which it is administered have changed. The latest 
increase in government spending on energy research is 
channelled through (or coordinated with) the research 
councils. The research council system has itself been 
changed. Furthermore the regulations governing Danish 
universities and higher education have changed and the 
whole Danish knowledge production and higher educa-
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5 tion system (including universities and research centres) has undergone a consolidation process.
In the 1980s and parts of 1990s there was a surplus of 
engineers on the Danish labour market. The Danish Test 
station for Wind Turbines was established in 1978 partly 
as a job creation project for unemployed engineers. To-
day the situation is very different: Denmark, like other 
OECD countries, faces a decline in the number of young 
people wanting to study engineering and natural scien-
ces. Moreover, the economy is strong. The result is that 
unemployment among engineers in Denmark is at its 
lowest in decades.
International collaboration has changed, too. Danish 
energy innovators of the 1980s did co-operate with their 
counterparts abroad, both within and outside Europe, 
but the internet and cheap flights have made knowledge 
production today much more international than it was 
20 years ago.
One could also argue that the progress of World Trade Or-
ganization (WTO) agreements and the single European 
market put the concept of stable domestic markets in 
an ambiguous light. New renewable energy technologies 
are being developed in an international context. When 
Danish sMEs started manufacturing wind turbines in 
the late 1970s, no-one gave a thought to international 
competition until the Californian wind turbine market 
boomed in the early 1980s. Today, a fledgling Danish 
ethanol industry must consider competition from brazil 
and elsewhere. Table 4 shows some of the other changes 
affecting the innovation framework over the last two 
decades.
1980s Today
Public sector Private sector
Power utilities Power industry
National champions Multinationals
Oil, gas, heat and power 
companies
Energy conglomerates
Centralised electricity pro-
duction
Dispersed electricity produc-
tion
Self financing Equity, private finance, ven-
ture capital
Table 4. Differences between the energy technology innovation system 
of 20 years ago and that of today.
The implication of these changes is that effective inno-
vation policies for renewable energy technologies de-
mand that comprehensive analysis is undertaken of the 
new characteristics of the energy innovation systems in 
Denmark as well as in other countries and regions and 
abroad. This includes systematic and detailed case stud-
ies within different industry sectors and technology ar-
eas.
Examination is also needed of the conditions affecting 
the contents of knowledge networks, and the position 
of energy in the education system and research institu-
tions. Furthermore, an analysis of policy regimes and the 
relationship between different policy efforts and their 
consequences for energy innovation is needed.
Conclusions and recommendations
As mentioned in the introduction the understanding of 
how to stimulate innovation in energy technologies is of 
growing importance. In this chapter we have introduced 
some of the most important discussions in contempo-
rary innovation literature in relation to innovation in 
energy technologies. 
A few policy recommendations can be drawn:
•  research alone cannot do the job. To climb down the 
learning curve requires application experiences and 
market experiences to learn from. governments can 
stimulate the creation of such experiences, initially 
through demonstration programmes and strategic 
 arenas for niche application;
•  policies for speeding up the flow of knowledge from 
universities and government labs to industry might 
be important, but policies for developing markets and 
business opportunities are more important;
•  a qualified articulation of the demands and needs is 
crucial to research and technology development. Poli-
cies shall ensure arenas for matching of scientific op-
portunities and needs. The mutual integration of op-
portunities and needs is a continuous process between 
the actors;
•  energy R&D programmes and other government policy 
instruments should put more emphasis on application 
and business development.
still there are many aspects not yet fully described or 
understood. some of the areas that innovation studies 
must examine in the years to come are:
•  a better understanding of energy technology innova-
tion in the changed framework conditions;
•  a better understanding of the balance and interplay 
between market oriented and research oriented policy 
instruments;
•  a better understanding of the possible roles that pri-
vate investment capital can play in developing energy 
technologies;
•  a better understanding of demonstration programmes’ 
role in bringing technologies to the market and in 
stimulating regional clusters and growth.
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Status
In the past 20 years wind energy has proved itself as a 
viable and increasingly economic means of generating 
electricity. The transition from the early days of smocks 
and sandals activity in the backyards of Denmark and 
America, to the present day, when turbines are manufac-
tured by household names such as gE and siemens and 
bought by other household names such as shell and bP, 
is a fantastic achievement (Table 5).
It is particularly interesting to concentrate on what has 
happened since the mid-1990s when the market incen-
tives in spain and germany began. The result, in spain 
from a virtually standing start, is that wind now gener-
ates some 14% of electricity and provides 7% of all ener-
gy used, and a brand new, vibrant manufacturing indus-
try has been established. The power of market incentives 
is apparent both from these two markets and also from 
the wild oscillatory behaviour seen in the UsA. When 
there is a market incentive in place there is dramatic ac-
tivity. When there is none, there is none! It is clear that 
demand can be turned on and off by incentives.
It is equally clear that when an incentive is in place, 
the industry will respond to it, in terms of both vol-
ume and technological innovation. Not only has the 
volume increased with time but so, even more dramati-
cally, has the size of wind turbines, from 50 kW in the 
late 1980s to 5 MW today (Figure 14). At the same time 
prices have reduced dramatically, and availability and 
quality have improved in parallel. The incentives work, 
the technology base exists; both are responsive and the 
prices are falling. The energy is clean and the fuel is free 
and secure, immune from political intervention by other 
countries.
Trends and perspectives
Despite all these achievements, wind energy remains on 
the fringes of power generation. For people working in 
the wind industry this is difficult to believe, but step out-
side and it is still easy to find both ignorance and emo-
tional opposition. Wind energy is far from having been 
proved to lay people, large generating companies, fossil 
fuel producers or the nuclear industry that it is a viable 
means of producing cheap electricity.
In order to understand the market, we see it as being 
affected mainly by four forces: the technological, legis-
lative, political and public relations (PR). These will be 
discussed below.
The problems facing our society are starting to be 
 painted on a bigger canvas: security of supply and cli-
mate change. Political forces are therefore affecting the 
market via incentives (such as the german, spanish and 
Danish feed-in laws) and legislation.
globally the incentives are changing such that wind is 
being forced to operate under near-market conditions, 
with a premium for its contribution to kyoto goals. This 
move towards market conditions can cause problems in 
at least two ways. First, increased demand for turbines 
means that prices are going up, making wind less com-
petitive. In areas with lower wind potential this could 
make the use of wind energy impossible. second, as 
mentioned in the introduction, we have seen from expe-
rience that when incentives are present, demand results, 
but also that when they are not, demand vanishes.
Concerning legislation, there is a tendency in all discus-
sions of electricity generation to start from the assump-
tion that wind energy can only ever play on the fringes, 
that it can never make a substantial contribution, and 
that people who believe otherwise are naïve idealists. 
The wind energy business has not been good at grasping 
that nettle. The industry has occupied, in its own view 
at least, the moral high ground of electricity generation 
and has felt that consumers, grids and system operators 
should accept wind-generated electricity simply because 
it is clean. As levels of penetration increase that approach 
has to be radically altered.
Wind
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Year Installed MW Increase % Cumulative MW Increase %
2000  4,495 18,449
2001  6,824   52% 24,927 35.0%
2002  7,227   6% 32,037 29.0%
2003  8,344  15% 40,301 26.0%
2004  8,154   -2% 47,912 19.0%
2005 11,407   40% 59,264 24.0%
Average growth – 5 years 20.5% 26.3%
Table 5. World market growth for wind power 2000–2005. [1]
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With respect to PR, wind generation has to convince the 
incumbent generators that it is serious, through produc-
ing reliable, good-quality electricity. This means adapt-
ing wind power to look like conventional generation as 
much as possible. The industry is taking this seriously, 
through, for example, the new grid code requirements 
for “fault ride-through” and power quality, and the in-
creasing importance of short-term forecasting. Manufac-
turers have shown that wind energy can comply when 
given sensible, practical and regulatory requirements.
The wind industry must work in conjunction with the 
transmission service operators (TsOs) and other utility 
groups to allow wind energy to reach its full potential. In 
recent years there has been evidence that the attitude of 
the TsOs to the wind industry has been moving towards 
cooperation, and it is vital that the wind industry seizes 
on this and builds on it as a foundation for future high-
level exploitation.
In April 2006 the Uk Energy Research Council (UkERC) 
published a seminal document on intermittency issues 
[3], though it is debatable whether “variable” would be 
a better term than “intermittent”. This report was pro-
duced by impartial experts following a systematic search 
of the literature. Their conclusion is that, whilst variabil-
ity is clearly a feature of wind-generated electricity, its 
implication can be quantified in terms of both peak load 
requirements and spinning reserve. The cost of cover-
ing these requirements turns out to be relatively modest, 
even for levels of grid penetration up to 20% or more. 
The report opens the door for a rigorous and objective 
debate about what constitutes the proper mix of generat-
ing technologies.
society should not be considering what level of wind 
penetration can be made such that it will not require 
modifications to any particular grid; society should be 
considering what modifications to the grid can be made 
to allow the maximum penetration of wind energy. 
There is little or no pan-European activity in the devel-
opment of a network to allow the maximum use of all 
renewables, including wind.
A characteristic of renewables is that the energy source is 
located in a specific place and the energy must be trans-
ported to the load. A luxury of fossil fuel generation is 
that generation can be built close to the load. It will be 
necessary to invest in substantial infrastructure if wind 
is to reach its true potential. All the impartial evidence 
from areas with high levels of penetration, without the 
baggage of conflicting commercial interest, has dem-
onstrated that much higher levels of penetration from 
wind are possible than generally believed when discus-
sions are based purely on paper studies.
Proponents of wind energy therefore need to precipitate 
radical changes in thinking by the people responsible for 
the strategic planning of our future energy industry. The 
wind energy industry has shown that it is possible to de-
velop large-scale onshore plants and gW-scale offshore 
plants. It is possible to predict accurately the output of 
individual wind farms and hence, given the appropri-
ate infrastructure, it will be possible for wind energy to 
make an enormous contribution to our electricity de-
mands. Accurate prediction and geographical dispersion 
of large wind power plants across large areas will increase 
the industry’s ability to produce large amounts of reli-
able power.
A technology trend that is becoming very noticeable is 
that wind turbine manufacturers are concentrating on 
reliability, rather than continuing to increase the sizes of 
their turbines. Not many new types of turbines are ap-
pearing at the moment, though a new generation of ma-
chines—including towers, foundations and other equip-
ment—tailored for the increasingly important offshore 
environment is foreseen.
It is important to differentiate between development on-
shore and offshore. There are logistical limitations to the 
development of much larger turbines on land: transport 
can be uneconomic and in some places impossible. Vis-
ual intrusion and the resulting public resistance can be 
overwhelming, again to the degree of making construc-
tion of the very large wind farms on land impossible. 
Offshore wind power, though more expensive, avoids 
these disadvantages.
To sum up, it is important to stress, as the chairman of 
Eltra said in the company’s annual report for 2003, that 
culture is the biggest obstacle to obtaining high wind 
penetration even in the modest Danish grid. The big-
gest obstacle to obtaining high penetration of wind in 
the global grid is neither technology, nor economics or 
geography, just imagination.
International R&D plans
globally there are many plans for wind energy R&D [4, 
5], but here we will focus on two: one European and one 
from the UsA.
UpWind is an EU-supported Integrated Project (IP) and 
the largest EU initiative in wind energy R&D to date. Up-
Wind looks towards future wind power, including the de-
sign of very large turbines (8–10 MW) standing in wind 
farms of several hundred MW, both on- and offshore. 
The challenges inherent in the creation of such power 
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figure 14. Average wind turbine power rating (kW). [2]
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6.1 stations necessitate the highest possible standards in de-sign; complete understanding of external design condi-
tions; the use of materials with extreme strength to mass 
ratios; and advanced control and measuring systems—all 
geared towards the highest degree of reliability, and, cri-
tically, reduced overall turbine mass.
Wind turbines larger than 5 MW and wind farms of hun-
dreds of MW necessitate the re-evaluation of the core 
unit of a wind energy power plant, the turbine itself. 
UpWind will develop the accurate, verified tools and 
component concepts the industry needs to design and 
manufacture this new breed of turbine.
UpWind will focus on design tools for the complete range 
of turbine components. It will address the aerodynamic, 
aero-elastic, structural and material design of rotors, and 
critical analysis of drive train components.
In 2003, European companies supplied 90% of the global 
market for wind power technology. UpWind will help 
to maintain this position, meet EU renewable electricity 
targets for 2010, and attain the main objective of the 
Lisbon Agenda.
The main technical and scientific components of the 
programme have been integrated through a visionary 
organisational structure which will ensure that the re-
search carried out answers the needs of the industry. This 
has been achieved by organising the project in such a 
way that the (industrial) integration work packages will 
play a large part in guiding the scientific work (vertical 
integration) (Figure 15).
The findings of the project will be disseminated through 
a series of workshops and through the dedicated website 
www.UpWind.org.
In the UsA the Department of Energy (DoE) has laid out 
a five-year plan for wind energy R&D [6] that follows 
three paths:
•  land-based electricity path: here the focus is on low-
wind-speed technology and machines in the range 2–6 
MW. The main barriers are transmission, and the goal 
for 2012 is $0.03 /kWh at 13 mph sites;
•  offshore electricity path: the focus is on both shallow 
and deep water, with turbine sizes of 6 MW and larger. 
The main barriers are cost and regulation, and the goal 
for 2012 is $0.05 /kWh;
•  emerging applications path: here the focus is not on 
wind alone, but also on hydrogen and clean water. The 
barriers are cost and infrastructure, and the 2020 goals 
are custom turbines for electricity, hydrogen produc-
tion and desalination.
Conclusions
Wind energy has developed very rapidly over the past 20 
years. some players have stayed in the market, but many 
new and very large players have also recently entered. 
Wind energy has developed into a very significant player 
in the post-kyoto era of CO2 reduction.
Recommendations for Denmark
It is important that research, industry and the political 
system, both now and in the long term, continue to sup-
port wind energy through incentives (such as support for 
CO2 reduction measures), support for prototype develop-
ment, and research funding. We are facing a magnificent 
challenge in securing the planet for future generations, 
and wind energy has a critical role to play.
figure 15. UpWind’s project matrix structure. Horizontal work packages are “scientific work packages” and vertical ones are “integration tasks”. The 
integration tasks have their own budgets, and it is planned that on average 60% of the activity in each scientific work package will directly support 
the integration tasks.
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biomass is one of few non-fluctuating renewable energy 
resources that can be easily stored, so it can be used at 
times determined by the needs of the overall energy sys-
tem. Alongside stored hydro and geothermal, this sets 
biomass apart from most other renewables such as wind 
power, which must be used when available. A proportion 
of biomass is therefore attractive in a sustainable energy 
system. Conversion efficiency, flexibility, sustainability 
and economics are key issues for biomass technology.
solid biomass is compatible with most conventional 
combustion technologies developed for coal or other 
 solid fuels. Adjustments need to be made to accom-
modate the low energy density of biomass compared 
to coal, the high moisture content, and for agricultural 
biomass in particular the presence of inorganic constitu-
ents such as chlorine and alkali metals. These inorganics 
can cause corrosion, heavy deposition on heat transfer 
surfaces, and emission of sub-micron particles (aerosols) 
of HCl and sO2. Wood may also contain heavy metals 
(cadmium in particular) that accumulate in the ash.
In general biomass is a geographically dispersed resource, 
which means of course that handling and transport costs 
are important. biomass covers a broad range of resource 
categories, including energy crops, straw, wood residues, 
other byproducts, and all kinds of solid and wet waste of 
plant or animal origin. Municipal waste typically con-
tains about 80% biomass and 20% fossil energy [1]. 
Conversion of biomass to electricity and heat offers at-
tractive CO2 reduction options for the heat and power 
supply sectors, and increases the security of energy sup-
plies. The use of biomass can also create jobs in rural 
areas.
Technologies range from large-scale combined heat and 
power (CHP) plants supplying power to regional grids 
and district heating to large communities, down to very 
small CHP units in the kilowatt range for use by individ-
ual households. biomass conversion technologies may 
be divided into thermal and biological processes. Ther-
mal conversion may be subdivided according to the two 
main process characteristics: combustion and thermal 
gasification.
Thermal conversion
Combustion and co-combustion
biomass conversion schemes are often said to be subject 
to political uncertainty, because their economic viabil-
ity may depend on subsidies, green certificates and tax 
rebates. This is especially important given the long life-
times–20—40 years—of many power plants. To reduce 
the economic risk, investors prefer flexible plants that 
can change to alternative fuels if biomass becomes un-
economic.
Co-combustion of biomass with fossil fuels is an attrac-
tive way to reduce uncertainty, and plants built from 
start with this option are very much in focus. biomass 
and fossil fuels are burned to produce steam from a boi-
ler, and the steam drives a turbine to produce electric-
ity. Co-combustion plants are often quite large, to take 
advantage of economies of scale. Large plants can also 
 afford to be more complex, which boosts the efficiency 
of electricity production. Modern biomass co-combus-
tion plants reach electricity generating efficiencies of 
about 45% at full load, and about 90% total efficiency.
boilers in biomass-fired plants have traditionally been 
de-rated compared to their counterparts in coal-fired 
plants. To avoid slagging and high-temperature corro-
sion from aggressive components in some biomass re-
sources, especially straw, boiler temperatures have been 
kept relatively low. However, recent breakthroughs in 
materials and boiler design mean that the newest plants 
have fairly high steam temperatures and boiler efficien-
cies [1].
Gasification and pyrolysis
As an alternative to direct combustion, biomass can be 
subjected to partial combustion (“gasification”) to create 
a fuel gas that can then be burned in a gas engine, gas 
turbine or even a fuel cell. because this fuel gas is rela-
tively clean, gasification avoids the corrosion problems 
that can affect direct combustion systems. It also pro-
vides high efficiencies, even on relatively small plants.
Fluidised bed gasification plants for power production 
are relatively large units of capacities typically above 
10MWe. In fluidised beds the solid fuels are combusted 
imbedded in a fluid or sand bed through which air is 
blown. Fluidised bed combustion and gasification is at-
tractive due largely to the technology‘s fuel flexibility. 
Almost any combustible material, from coal and biomass 
to municipal waste, may be converted in such type of 
plants. Furthermore, fluidised bed combustion has the 
capability of meeting sulphur dioxide and nitrogen ox-
ide emission standards without the need for expensive 
add-on controls.
A number of plant concepts and designs have been de-
veloped for specific fuels and purposes, and using dif-
ferent gas cleaning methods. Resent fluidised bed gasi-
fication development efforts have mainly focussed on 
oxygen and steam blown biomass gasification, aiming 
to produce hydrogen and monoxide rich syngas for pro-
duction of liquid bio fuels and for power production e.g. 
Biomass
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6.2 via combined cycle plants and fuel cells. Very high elec-tric efficiencies can be achieved e.g. from biomass-IgCC 
(Integrated gasification Combined Cycle) plants.
Updraft gasifiers are characterised by a downward flow of 
fuel and an upward flow of gas. This basic type of gasi-
fier has been used for a century to generate electricity, 
heat, steam and town gas. The gas has a low temperature 
but a large tar content (typically 30–100 g/Nm3), which 
cause problems in gas engines and gas turbines. A small 
updraft gasifier with an integrated 1.4 MWe gas engine 
has an electric efficiency close to 30% and a high total 
efficiency; both figures are higher than for direct com-
bustion plants of the same size [1]. 
The shortcomings of updraft gasifiers have brought for-
ward new biomass gasification designs. Of particular in-
terest are staged gasification processes, which are prom-
ising in the capacity range 0.1-10 MWe. These use two 
reactors, one for pyrolysis and the other for gasification, 
to convert the tar into fuel gas. As a result, they yield gas 
with very low tar content (below 0.1 g/Nm3).
Fuels for staged gasifiers may be wood chips, industrial 
wood residues, straw, and energy crops in the form of 
chips, briquettes or pellets. Requirements for moisture 
content and size of the fuel depend on the design of the 
reactor and the process.
small staged gasifiers used with the best modern gas en-
gines have electric efficiencies of about 35% and high 
total efficiencies. such good performance is partly due to 
the use of heat recovered from the product gas and the 
engine to dry and pyrolyse the biomass (“external heat-
ing”). Part-load operation is good, too, with respectable 
performance down to 10% of peak capacity.
barriers for gasification technology are high investment 
costs: about €3.5 million/MW in 2004. Economies of 
scale are important. R&D in biomass gasification is fo-
cused on scale-up, load regulation, corrosion and soot 
formation [1, 5, 6].
External combustion engines
External combustion (stirling) engines generate me-
chanical power from direct combustion of biomass. stir-
ling engines can become very attractive for small scale 
biomass based CHP in the capacity range of about 1kW 
to 100kW. 
stirling engines are externally heated, i.e. heat is trans-
ferred through heat exchangers to a working fluid (e.g. 
helium) within sealed cylinders. This is unlike ordinary 
internal combustion engines (ICE) where the combus-
tion takes place within a cylinder. stirling engines, there-
fore, are very flexible as to the type of fuel used, and they 
can in principle use any kind of solid, liquid or gaseous 
fuel, including solid biomass such as wood chips etc. 
Furthermore, e.g. industrial waste heat may be utilised 
for power production using stirling engines. 
The external and continuous combustion in stirling en-
gines enable good control options to minimise the emis-
sion of pollutants. stirling engines operate quietly with 
low noise and low vibration and have good perform-
ance at partial load. Critical issues mainly concern heat 
exchanger durability and sealing of the working fluid, 
which during the cycle may attain maximum pressure of 
about 80-150bar and temperatures of 600C to 700C. En-
couraging engine and system design development is on-
going e.g. in scandinavia where efforts in particular are 
directed towards utilisation of solid biomass for CHP.
stirling based CHP units using wood chips may have 
electric efficiencies of about 25% and a total efficiency 
close to 90% [7, 8, 9 10].
Biological conversion
Anaerobic fermentation
biomass that is too wet to burn, such as animal manure 
and food processing waste, can be used to produce biogas 
via anaerobic fermentation. biogas contains 60–70% 
methane (CH4), 30-40% carbon dioxide (CO2) and up to 
500 ppm H2s. It can be burned directly for heat, or used 
to fuel a gas engine for electricity production.
biogas plants are established primarily for agricultural 
and environmental reasons, as a way to create value 
from wastes that would otherwise be difficult to dispose 
of. Although biogas is typically not of interest to energy 
companies, however, it is a significant local energy re-
source [1]. 
biogas output from Danish plants in 2002 averaged 41m3 
per tonne of biomass. Output depends mainly on the 
type of waste used: for manure it is typically 20–22 m3/t, 
and for industrial waste it is 50–200 m3/t.
If not treated, wastes that are suitable for biogas plants 
tend to produce methane and nitrous oxide (N2O), 
which are powerful greenhouse gases, as well as carbon 
dioxide. This means that biogas schemes are very effec-
tive at reducing greenhouse gas emissions: in Denmark, 
40% of the emissions reduction potential comes from 
substituting for fossil fuels, and the other 60% by elimi-
nating wastes that would otherwise act as uncontrolled 
sources of greenhouse gases.
studies show that large Danish biogas schemes using 
best practices reduce greenhouse gas emissions by the 
equivalent of 90 kg CO2 per tonne of biomass. This re-
duction is achieved at costs that are very attractive to 
society, if not to industry [3]. 
Conclusions
bioenergy based technologies for power production are 
increasingly important and have internationally caught 
renewed attention due to concerns about the security of 
energy supplies and threats of climate change. Consider-
able development of the technologies has steadily taken 
place during the past two decades, and is ongoing, and 
today power production from biomass can be considered 
a mature option.
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6.2 Recommendations for DenmarkDenmark has a strong position within this area, e.g. on 
co-combustion of biomass/coal for large-scale CHP, on 
medium to smaller scale biomass gasification for CHP, 
smaller scale stirling technology CHP on biomass, and 
anaerobic biogas technology. Danish research and devel-
opment programmes have stimulated this development 
during more than 20 years.
To maintain this position for Danish industry, it is im-
portant not to interrupt but to strengthen research ef-
forts, and to support promising initiatives and prototype 
development.
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6.3.1 Photovoltaics
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The market for photovoltaics (PV, or solar cells) has 
grown at an average of more than 30% annually over 
the last ten years. Can similar growth be sustained into 
the future?
Crystalline silicon remains the standard PV technology, 
with a market share that has increased from 85% in 1995 
to 94% in 2004. Further growth is threatened by a short-
age of silicon feedstock, however.
The European Photovoltaic Industry Association esti-
mates that the share of thin-film technologies in the 
 total PV market will reach 20% by 2010. A major obsta-
cle to this expansion, however, was pointed out more 
than 20 years ago [1]: the need for efficiencies is consist-
ently above 10% at competitive costs with retail power 
prices (if installed on buildings).
Although efficiencies of research solar cells continue to 
rise (Figure 16), high cost remains the principal barrier to 
PV as a large-scale energy producer.
The global market for traditional PV has grown at almost 
40% annually in the last five years, and in 2004 it grew 
by more than 60% (Figure 17). Even though the amount 
of energy produced is still quite small, this is a market 
that was worth more than €10 billion in 2004.
About 90% of the PV modules produced in 2004 were 
based on crystalline silicon, with polycrystalline silicon 
accounting for about 60% and traditional single-crys-
tal silicon technology the remainder. In 2004 and 2005 
the shortage of silicon produced a seller’s market, but 
the industry invested heavily in silicon production dur-
ing 2005 and the feedstock bottleneck is expected to be 
cleared during 2007.
Crystalline silicon cells and modules are expected to 
dominate the global market for the next 10–15 years, 
and only after about 20 years are they expected to cover 
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less than half the market. Figure 18 shows that the cost 
of traditional PV technology has fallen by 20% for every 
doubling of production volume. This trend is expected 
to continue for 10–15 years through a combination of 
reduced silicon consumption and improved manufactur-
ing processes.
The EU regards PV as a significant future energy technol-
ogy and in 2005 launched a PV Technology Platform to 
stimulate growth. It seems likely that the EU goal of 3 gW 
of installed PV capacity by 2010 (1% of EU electricity con-
sumption) will be exceeded, perhaps by an extra 1.5 gW.
Denmark published a national PV strategy in 2005 and 
Danish R&D and industry will certainly benefit from this 
fast-growing renewable energy technology. by the end of 
2005 Denmark had an installed PV capacity of about 0.4 
W per person, compared to germany with 9 W/person 
and Japan with 7 W/person.
Figure 19 shows world production of commercial semi-
conductor solar cells over the last ten years, classified by 
technology [3].
Cells manufactured from wafers cut from cast polycrys-
talline silicon ingots hold the largest share of the market 
(56% in 2004). With typical module efficiencies of 11–
13%, this technology has gradually surpassed its close 
cousin, the single-crystal silicon solar cell.
Thin-film solar cells, a newer technology, are cheaper 
but also less efficient, and are often used to power small 
consumer products. The traditional type of thin-film so-
lar cell based on amorphous hydrogenated silicon, now 
often seen as a multijunction device, has been supple-
mented by thin films based on cadmium telluride (CdTe) 
and, more recently, copper indium diselenide (CIs) and 
its derivatives. Figure 20 shows the market shares of dif-
ferent manufacturing technologies in 2004.
space solar cells, which are not included in Figure 20, are 
now often based on III-V semiconductors and multijunc-
figure 18. Cumulative shipments of PV power modules (MWp): cost has fallen consistently by 20% for every doubling in volume [2].
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6.3.1 tions, and their highest efficiencies now approach 30%.Rohatgi [4] has outlined a strategy to halve the cost of 
crystalline silicon solar cells in the short to medium 
term. The two main ways this can be achieved—increas-
ing efficiency and reducing the amount of silicon re-
quired—are well known, but the strategy helps to show 
how the technology is evolving.
Production by bP solar of laser-grooved buried-contact 
high-efficiency solar cells (Figure 21), developed at the 
University of New south Wales, has been increasing 
since they were launched in 1993 [5].
 sanyo’s Heterojunction with Intrinsic Thin Layer (HIT) 
technology (Figure 22) is reported to have average cell 
efficiencies above 19%, and the company aim to reach a 
production capacity of 1 gW by 2010 [6].
based on its “concentrator” technology, sunpower has 
started to manufacture the stanford rear point-contact 
solar cell for flat plate modules, with cell efficiencies 
exceeding 20%. Ribbon technologies used in Evergreen 
solar or RWE schott modules offer the promise of more 
efficient silicon usage by avoiding kerf loss.
More substantial reduction in material can be achieved 
by kaneka’s solar cell based on microcrystalline silicon 
[7] or by moving to more exotic technologies, such as 
the Canadian spheral solar Power design or “sliver cells” 
from Origin Energy of Australia.
New technologies
Traditional photovoltaics have demonstrated steady 
growth and price reduction over the years, but the learn-
ing curve is slow. A cost of Us$1/Wp, which is often 
 taken as target, will not be reached by silicon solar cells 
for a decade or so.
This has justified research into alternative or “third-gen-
eration” PV technologies, encompassing both inorganic 
and organic thin-film technologies. Organic PV cells, 
where the active material is a polymer, show particular 
promise as a low-cost alternative to traditional technolo-
gies, though some barriers remain to be overcome.
PV technologies are most easily compared in terms of 
their cost, lifetime and power conversion efficiency: the 
three measures that need to be right if the technology is 
to succeed in high volumes [8, 9]. Any technology that 
fails to perform well in all three aspects will only reach 
niche markets. This is illustrated by silicon solar cells, 
which have excellent lifetime and commercial module 
efficiencies above 20%, but which are still too expensive 
to create a large market.
Polymer solar cells may succeed where silicon has failed 
because they are cheap to make. The equipment needed 
is cheaper than for silicon cells, and the production 
speed is expected to be 1,000–10,000 times faster for the 
same area (Figure 23). because polymer cells are flexible, 
they can also be used in applications such as clothing, 
where silicon is impractical [10].
With respect to stability and efficiency, polymer PV has 
been an inconsistent performer until recently. Efficien-
figure 21. Laser-grooved buried-contact solar cells from BP Solar.
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figure 22. Sanyo HIT solar cell.
figure 23. A flexible 0.1 m2 polymer PV module.
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6.3.1 cies have now reached around 5% [11], and operation lifetimes of 2-5 years under outdoor conditions can be 
anticipated from accelerated test data [12]. Polymer PV 
modules have now reached 1 m2 in size.
Polymer PV is now suitable for niche markets, and the 
only remaining barrier seems to be finding and exploit-
ing a suitable commercial application. but although costs 
are bound to fall as the technology reaches the market, 
it is not clear when third-generation PV will be able to 
compete with silicon for mainstream electricity produc-
tion, which demands stability under outdoor conditions 
for extended periods of time. Judging by the learning 
curve for traditional photovoltaics, however, the new 
technologies still have time before entering the market.
Conclusions
grid-connected electricity from solar cells remains lim-
ited by the high cost of current PV technologies, coupled 
with slow production speed and bottlenecks in the sup-
plies of raw materials. This has not stopped the PV in-
dustry from growing rapidly and consistently over the 
past decade. New technologies that offer a solution to 
the problems of production speed and cost are emerging. 
These could quickly become winners, even though at the 
moment they are only suitable for niche applications.
Recommendations for Denmark
As a small country, Denmark has little chance of break-
ing into the field of traditional semiconductor-based PV. 
With the new third-generation PV technologies, how-
ever, a relatively small research effort could place Den-
mark in a leading position.
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by the end of 2004 about 110 million m2 of solar ther-
mal collectors were installed worldwide. Figure 24 il-
lustrates the energy contribution from this technology, 
using the IEA’s recently-adopted conversion factor of 1 
m2 ≈ 0.7 kWth. About 25% of this area is unglazed col-
lectors, mainly serving swimming pools. The remaining 
75% comprises flat-plate and evacuated-tube collectors, 
predominantly for hot water and space heating. The av-
erage annual market growth rate has been 17–20% in 
recent years.
The most dynamic market areas are China and Europe. 
by 2004 China had about 65 million m2 of installed ca-
pacity, corresponding to 50 m2 per 1000 inhabitants. At 
the same time the EU had about 14 million m2 installed 
capacity, with wide variation from country to country. 
The leaders are greece and Austria, each with some 
260 m2/1000 inhabitants, while Denmark has about 60 
m2/1000 inhabitants. Israel probably has the highest 
penetration of solar thermal installations, with about 
740 m2/1000 inhabitants.
In absolute terms the European solar thermal market is 
dominated by germany (~50%), followed by greece and 
Austria (~12% each). Europe’s present solar thermal ca-
pacity provides around 0.15% of the overall EU require-
ments for hot water and space heating.
Used predominantly for hot water and space heating, so-
lar thermal units are typically mounted on roofs. They 
are quite visible, and this has encouraged the develop-
ment of their architectural qualities as well as their tech-
nical performance.
The EU goal for solar thermal units is 100 million m2 
by 2010. However, with the present market trends only 
about 40 million m2 is likely to be reached by 2010. In 
general, costs per unit area decrease with the size of the 
system. solar thermal systems connected to a district 
heating network are therefore more cost-effective than 
systems for single family houses.
solar thermal systems traditionally include short-term 
hot water storage capacity in the range 50–75 l per m2 
of collector. seasonal storage of around 2,000 l per m2 
has been investigated, but is still considered to be at the 
R&D stage.
A relatively new market for solar thermal units is indus-
trial process heat. Low-temperature process heat, in the 
range achievable by traditional solar collectors, is needed 
in many industries (Table 6) [1, 2, 3].
Industrial sector Process Temperature (°C)
food and beverages drying 30– 90
washing 40– 80
pasteurizing 80– 10
boiling 95–105
sterilizing 140–150
heat treatment 40– 60
Textiles washing 40– 80
bleaching 60–100
dyeing 100–160
Chemicals boiling 95–105
distillation 110–300
various chemical 
processes
120–180
All sectors pre-heating 
of boiler feed 
water
30–100
space heating 30– 80
Table 6. Process heating applications for solar thermal collectors.
Conclusions
solar thermal heating is a long-established technology 
for space heating and domestic hot water. New applica-
tions are emerging for industrial processes, where solar 
energy could replace fossil fuels or electricity.
Recommendations for Denmark
Research into process heating would show whether solar 
thermal collectors could be profitable in this area. This 
work should be within the competence of the existing 
solar thermal industry.
Solar thermal
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figure 24. Global installed solar thermal heating capacity (2001).
MW
80000
60000
40000
20000
80000
40000
20000
0
Global Installed Capacities (2001)
Photovoltaic Solar Thermal Wind Power

Risø Energy Report 5 Hydro, ocean and geothermal 4
6.4
This chapter gives an overview of the development of 
other renewable energy technologies such as hydro, 
ocean and geothermal. These technologies are making 
important contributions to energy supply in selected 
 areas of the world, but only ocean power and geothermal 
energy are relevant to Denmark.
Hydro
Hydro has little potential in the low lying terrain of Den-
mark. At present, OECD and non-OECD countries pro-
duce roughly equal amounts of hydroelectricity (Figure 
25). Little growth is expected in OECD countries, where 
most hydro potential has already been realised: on aver-
age, capacity has increased by 0.5% annually since 1990. 
The OECD nations produced 1343 TWh of hydroelec-
tricity in 2003; the largest hydropower generating coun-
tries were Canada (338 TWh), the UsA (306 TWh) and 
Norway (106 TWh). 
Large hydro remains one of the lowest-cost power tech-
nologies, although environmental constraints, resettle-
ment impacts and the limited availability of sites have 
restricted further growth in many countries. Large hydro 
supplied 16% of global electricity in 2004, down from 
19% a decade ago. Large hydro capacity totalled about 
720 gW worldwide in 2004 and has grown historically at 
slightly more than 2% annually. China installed nearly 
8 gW of large hydro in 2004 to become number one in 
terms of installed capacity (74 gW) [2]. With the com-
pletion of the Three gorges dam project, China will add 
some 18,200 MW of hydro capacity in 2009 [1].
small hydropower has developed worldwide for more 
than a century. More than half of the world’s small hy-
dropower capacity of 61 gW is in China, where an on-
going boom in small hydro construction added nearly 
4 gW of capacity in 2004. Other countries with active 
efforts include Australia, Canada, Nepal, and New zea-
land.
small hydro is the second most popular project type in 
the global Clean Development Mechanism (CDM) pipe-
line. 169 out of the 996 projects in the pipeline (as of 9 
August 2006) are hydro projects. Table 7 shows that most 
of these projects are in brazil, India and China.
 
Hydro CDM projects
Country MW Projects
Brazil 1042 28
India 627 45
China 1001 32
Peru 183 4
Chile 182 3
Guatamala 153 7
Bolivia 119 3
Vietnam 70 3
Mexico 68 4
Others 342 40
All developing countries 3787 169
Table 7. Hydroelectric projects in the CDM pipeline, and their capacity 
by host country.
Ocean
Tidal
Tidal energy is driven by the gravitational pull of the 
moon. The only large, modern example of a tidal power 
plant is the 240 MW La Rance plant built in France in 
the 1960s. An 18 MW tidal barrage system was commis-
sioned in 1984 at Annapolis Royal in Nova scotia, Can-
ada, and two systems of about 0.5 MW each have been 
built in Russia and China. Numerous studies have been 
completed for potentially promising locations with un-
usually high tidal ranges, such as the 8.6 gW scheme for 
the severn estuary in the Uk, but no decision has been 
made to build these [3].
However, the first tidal CDM project has now been 
registered by the Executive board of the CDM, and is 
therefore listed on the UNFCCC CDM website at www.
unfccc.int. This is the 254 MW sihwa Tidal Power Plant 
project on the west coast of south korea. Electricity will 
be generated by the seawater flowing into sihwa Lake, 
an artificial body of water behind an embankment. The 
mean difference between the high and low water levels 
is 5.6 m. The plant will consist of 10 one-way-flow bulb 
turbine generators, and the total projected amount of 
electricity produced will be 553 gWh/year.
Hydro, ocean and geothermal
JøRgEN FENHANN AND HANs LARsEN, RIsø NATIONAL LAbORATORy, DENMARk
figure 25. Regional share of hydroelectricity production in 2003. [1]
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6.4 WaveWave energy can be seen as stored wind energy, and 
could therefore form an interesting partnership with 
wind energy when there is a need for energy storage. 
Wave power could in the long term make an important 
contribution to the world’s energy demand, if it can be 
developed to the point where it is technically and eco-
nomically feasible. A potential 2000 TWh/year, or 10% 
of global electricity consumption, has been estimated, 
with predicted electricity costs of €0.08/kWh [4].
The oceanic wave climate—the waves found far off-
shore—offers enormous levels of energy; power levels 
vary from well over 60 kW per metre of wave front in 
the North Atlantic to around 20 kW/m at the foreshore 
(Figure 26) [3].
There are two categories of wave power plants: onshore 
and offshore. In Denmark, the relatively flat coast means 
that only offshore installations are interesting. These 
in turn can be grouped into five main classes: Point ab-
sorber, line absorber, overtopping plant, oscillating wa-
ter column and turbine systems.
since 1973 there have been development initiatives and 
programmes for wave power in the Uk, Japan, the UsA, 
Portugal, Norway, sweden, and Denmark. At present, the 
front runners are Portugal and the Uk.
The world’s first commercial wave farm project is being 
installed during 2006 off northern Portugal. It consists 
of three 750 kW Pelamis wave energy converters, each 
120 m long and 3.5 m in diameter, from Ocean Power 
Delivery in scotland. This 2.25 MW scheme will be the 
first stage of a planned 24 MW plant.
This first project was located in Portugal because the 
Portuguese government has put in place a feeder market 
that pays a premium price for electricity generated from 
waves compared to more mature technologies such as 
wind power [5]. A full-scale prototype has been tested at 
the European Marine Centre (EMEC) in the Orkney Is-
lands. In addition to the wave test facility, which started 
in 2003, a tidal test facility is now being built on Ork-
ney.
The Uk has made R&D grants available for wave power. 
A recent report [6] concludes that wave and tidal en-
ergy could provide 20% of the Uk’s current electricity 
needs. The report says that wave power could be cost-
competitive with conventional generation in the long 
term—once several hundred MW of capacity has been 
installed—providing the right level of investment is 
made now. 
The Wave Dragon is a wave power device developed in 
Denmark. It has been tested in Nissum bredning since 
2003 as a 1:4.5-scale prototype. The first full-scale ver-
sion (4–7 MW) is expected to be built in Wales in 2007 
as a first part of a 77 MW plant.
Geothermal
There are at least 76 countries using geothermal heating 
and 24 countries producing electricity from geothermal 
energy. The present installed generating capacity of more 
than 8900 MWe produces 56.8 TWh/year (0.3% of glo-
bal electricity production) and is growing at around 20% 
annually. Over 10,000 MW of proven resources are not 
yet utilised. In developed countries, most of this unused 
geothermal capacity exists in Italy, Japan, New zealand, 
and the UsA [2].
There are now six geothermal projects in the CDM pipe-
line with capacities in the range of 20-110 MW, with a 
total capacity of 323 MWe. The JI pipeline contains four 
projects, one of these has a generating capacity of 39 
MWe and the other three are heating projects.
geothermal heating capacity nearly doubled between 
2000 and 2005, representing an increase of 13 gWt. Ice-
land is leading internationally in geothermal heating, 
which supplies some 85% of the country’s space-heat-
ing needs. About half of the existing geothermal heat 
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Wave power levels (kW/m of crest length) in European waters [4].
figure 27: The Wave Dragon, a Danish wave power device.
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6.4 capacity exists as geothermal heat pumps. These are in-creasingly used to heat and cool buildings, with nearly 
two million heat pumps installed in over 30 countries 
[2]. This is also the way geothermal energy is used in 
Denmark.
Future perspectives
Table 8 shows the growth in installed generating capac-
ity of the energy sources covered in this chapter. Histori-
cally, this capacity—primarily from hydro—has grown at 
about 15 gW per year [7], and this rate is expected to 
continue until 2030 [8]. The growth of geothermal pow-
er is high, but starting from a low value, while tidal and 
wave power were just beginning to be visible by 2003.
GW 1972 1990 2005
 IEA 2030, 
Ref.
Hydroelectricity 312 646 862 1216
Geothermal electricity 1 6 9 25
Tidal and wave power 0 0.3 0.3 9
Table 8. Installed capacity (GW) of hydro, ocean and geothermal power.
Conclusions and recommendations
For Denmark, hydropower and geothermal energy have 
only niche applications. Denmark has been active in 
developing wave power technology, in the form of the 
Wave Dragon, but to give Danish industries a chance to 
share in the coming wave power market, government 
support is needed. Denmark could also contribute to the 
development of geothermal heating technology. For all 
the technologies discussed here, Danish manufacturers 
and consulting firms should have ample opportunities 
to contribute to CDM projects around the world.
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Introduction
by 2030 the European Union and the UsA plan to meet 
25–30% of their transport fuel needs with sustainable 
and CO2-efficient renewable biofuels [20, 21]. The aim 
is to increase energy security, decrease CO2 emissions 
and create new opportunities for biomass providers and 
the biofuel processing industry. This chapter describes 
existing and future technologies for renewable fuel pro-
duction.
First-generation biofuels
Most “first-generation” biofuels are made using com-
mercial processes that have already been widely adopted 
by industry, and the raw materials come from agricul-
ture and food processing. These raw materials include 
vegetable oils, sugars, and starch available in excess of 
food demand, and residues from food processing or con-
sumption. The availability of feedstocks is partly a con-
sequence of the “green revolution”, which saw crop re-
turns increase dramatically in the 1960s and 1970s. The 
overall potential of first-generation biofuels to contribute 
to renewable fuel demand is limited by crop ranges, cli-
mate, and current and future nutritional demands [1].
Vegetable oils
Vegetable oils, which contain fatty acids and glycerides, 
come from the seeds of plants including soybeans, oil 
palm, oilseed rape, and sunflower. Production stages in-
clude cleaning and drying the oilseed, pressing, filtra-
tion, and refining. Worldwide production of vegetable 
oil was about 90 million tonnes in 2000 mainly for ed-
ible purposes.
Vegetable oil may be used as a fuel in unmodified diesel 
engines, but low temperatures can cause the oil to con-
geal, clogging the filters and injectors (particularly when 
the engine is stopped with vegetable oil still in the sys-
tem). Contamination of the lubricating oil by uncom-
busted fuel entering the sump can result in gel formation 
over time. Modified diesel engines have different fuel 
injectors and fuel preheating to overcome this problem; 
some commercial kits are available for this purpose in 
germany [2]. These technologies have not been employed 
on a large scale, in part because the cost to consumers is 
higher than other fuels. specialised uses, including fuel 
for tractors in agricultural settings, are considered where 
oil might be processed locally at a lower cost by avoiding 
distribution, but at the risk of a range of quality if pro-
duced on a small scale [3].
Biodiesel
Converting vegetable oils to biodiesel is a common ap-
proach to overcome the problems with direct use of veg-
etable oils. Interesterification of the glyceride molecule 
using an alcohol, usually methanol, produces esters 
with properties similar to mineral diesel and some glyc-
erine by-product. Usually as a methyl ester biodiesel can 
be used in any diesel engine with little or no modifica-
tion, and sold as a blend with petroleum-based diesel 
fuels. As the name implies, this fuel is made through a 
transesterification process, in which methanol is reacted 
with glycerides to produce glycerin and methyl esters. 
biodiesel may also be made using other processes, in-
cluding dilution of raw vegetable oils with conventional 
diesel as a way to reduce viscosity, or through a micro-
emulsion system [5].
Vegetable oil may be used as the basis for biodiesel pro-
duction; it has the advantage of being relatively low in 
saturated fats compared to animal fats. The most com-
mon feedstock for biodiesel is rapeseed, although sun-
flower, palm and soybean oils are also widely used. 
Vegetable-oil-based biodiesel is more commonly found 
in Europe, where fuel taxation policies have prompted 
more development of diesel alternatives, and where agri-
cultural subsidies can be used to ensure oilseed supplies 
for production.
Residues including animal fats derived from rendering 
may also be used to make biodiesel; this is particularly 
important as the waste from these operations may be a 
vector for the transmission of dangerous disease, such 
as bovine spongiform encephalopathy (bsE). Waste 
 cooking oils, which may be either vegetable or animal-
based, can also be recovered from industrial deep fryers 
and used for fuel production. The primary advantage of 
these feedstocks is their lower cost, but they may contain 
relatively high levels of impurities. 
biodiesel is a commonly used biofuel with global pro-
duction levels at about 2.7 billion litres per year. Most 
production capacity is found in Europe; germany is the 
world’s largest producer (>1.2 billion l/year), followed by 
Italy and France [4]. Uptake of biodiesel in North Ameri-
ca has been slower, due to fuel taxes that favour gasoline 
engines over diesel engines, and thus limit consumer de-
mand for renewable diesel alternatives.
Bioethanol
bioethanol is most commonly produced by fermenting 
simple sugars from biomass. brazil has historically domi-
nated global bioethanol production from sugarcane, but 
in recent years the UsA has added significant capacity 
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7 from maize and now matches brazilian output. Canadi-an and European production has climbed as well, but is 
constrained by feedstock availability. Asian production, 
primarily in China and India is also increasing, main-
ly from rejected food crops. Worldwide production of 
bioethanol was about 36 billion litres in 2005.
Sugar-based bioethanol
The most basic feedstock for bioethanol production is 
simple sugars from sugar cane or sugar beet. brazil is 
in the lead internationally in the production of sugar-
based bioethanol, with capacity of about 15.7 billion 
litres [6]. This fuel accounts for about 40% of domestic 
consumption, and is sold in blends of about 22–24% 
ethanol. Production in brazil was initially driven very 
much by a domestic fuel policy designed to reduce the 
purchase of foreign oil; in recent years it has been driv-
en by the expansion of export markets for ethanol and 
rising world oil prices [7].
The production of sugar-based bioethanol involves four 
steps, including a pretreatment in which the sugar cane 
or sugar beet is chopped, shredded, and crushed to re-
lease the sucrose. A fractionation stage separates the 
sucrose from the lignocellulosic residues (e.g. bagasse 
from sugarcane), and breaks down the sucrose into glu-
cose and fructose. These C6 sugars are then fermented 
to ethanol using commercial yeasts, and the ethanol is 
concentrated by distillation. Increases in productivity 
are mostly related to improving the production of sugar 
cane per hectare. since 1975, productivity has risen by 
about 60%, to 80 tonnes/ha, which yields about 17,600 
litres of ethanol (about 220 litres per tonne) [8].
Starch-based bioethanol
Another source of simple sugars for fermentation to 
bioethanol is starch, a storage molecule primarily found 
in cereal crops, including wheat and particularly corn 
(maize). The UsA has a large corn-based bioethanol in-
dustry with a capacity of over 15 billion litres per year; 
production capacity is anticipated to continue rising to 
about 28 billion litres per year by 2012, as dictated by the 
Energy Policy Act of 2005 [9]. In the UsA, bioethanol is 
most commonly blended at 10% with gasoline (“E10”), 
and accounts for about 1.5% of fuel demand.
The production of bioethanol from starch requires an 
extra step in which the starch is hydrolysed to liber-
ate glucose. Commercially this step is carried out using 
enzymes. The starch-based ethanol industry has been 
commercially viable for about 30 years; in that time, tre-
mendous improvements have been made in enzyme ef-
ficiency, reducing process costs and time, and increasing 
ethanol yields [10].
ETBE
Ethyl tertiary-butyl ether (ETbE) is used as a fuel oxy-
genate in gasoline, as also are methyl tertiary-butyl 
ether (MTbE) and ethanol. bio-based ETbE is produced 
by mixing bioethanol and isobutylene over a catalyst. 
MTbE is seen to be toxic so it is being phased out world-
wide.The primary difference between ethanol and ETbE 
is that the latter is insoluble in water, so it does not 
present the issues with water contamination that can 
cause problems when blending and transporting etha-
nol-gasoline blends [9].
Bio-oil
A final commercial option for biofuel production is 
bio-oil, which is generated through the thermochemi-
cal conversion of biomass. Using this platform, the only 
pretreatment required involves drying, grinding, and 
screening the material so that it can easily be fed into 
the reactor.
In the primary processing stage, the volatile components 
of the biomass are subjected to pyrolysis—combustion 
in the absence of oxygen—at temperatures of 450–600C. 
If this is carried out quickly (“fast pyrolysis”), it produces 
a mixture of vapours, condensable vapours and char. 
Condensation of these products creates a bio-oil, which 
under ideal conditions can make up 60–75% of the origi-
nal fuel mass. The oil produced is transportable and can 
be used as feedstock for value-added chemical products, 
or possibly as a biofuel [11]. While not yet commercially 
viable, some research has explored a micro-emulsion 
process that allows bio-oil to be mixed with convention-
al diesel [12].
Biogas
biogas can be used as a transport fuel in engines suit-
able for compressed natural gas (cng) but will first need 
to be scrubbed to remove H2s and CO2. Anaerobic 
 fermentation of organic waste, animal manures, crop 
residues and energy crops can produce biogas, a mixture 
of gases including methane, CO2 and H2s. After upgrad-
ing by scrubbing out the CO2 and H2s and compression 
to 200 bars, it can be used as an engine fuel. Many thou-
sand cars e.g. in sweden are fuelled by biogas. biogas 
production in agriculture can contribute to diversifica-
tion of the agricultural sector business, while nutrients 
in animal manures are recycled to cropping systems with 
less impact on the environment. In Europe there seems 
to be an increasing interest in developing an integrat-
ed process for bioethanol and biogas production from 
crop residues and energy crops, using pretreatment of 
the biological resources to improve conversion efficiency 
[22].
see also section 6.2.
Second-generation biofuels
second-generation biofuels are derived from non-food 
feedstocks, including lignocellulosic biomass, and may 
be used within existing infrastructure, including distribu-
tion networks, filling stations, and vehicles, with a mini-
mum of modification. Two transformative technologies, 
both on the verge of commercial viability, are currently 
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7 being explored for the production of second-generation biofuels: 1) bioconversion systems that can isolate the 
building-block chemicals of wood, straw, and vegeta-
tive grasses, and 2) advanced thermochemical systems 
that reduce lignocellulosic materials to their most basic 
 gaseous components through pyrolysis or gasification.
Bioconversion platform
The bioconversion platform, already used in the pro-
duction of starch-based bioethanol, may be modified to 
produce ethanol from lignocellulosic materials such as 
wood, crop residues and household waste. Process stages 
include pretreatment, fractionation, enzymatic hydroly-
sis, fermentation and distillation.
Pre-treatment is needed to expose the cellulose and 
hemicellulose and increase the surface area of the sub-
strate so that it can be attacked by enzymes. To improve 
the effectiveness of the pretreatment stage, a number of 
non-traditional pulping techniques are being examined 
by a consortium of Canadian and Us researchers [13]. 
some have observed that different pretreatments seem 
to be better suited to different types of lignocellulosic 
feedstocks [1]. In the EU-funded IbUs project (Figure 28), 
a pre-treatment plant using hydrothermal technology 
can process 1 tonne/hour of straw [19].
Once pretreated, the cellulose and hemicellulose compo-
nents can be hydrolyzed. Almost all commercial hydroly-
sis systems today use enzymes to facilitate fast, efficient, 
and economic bioconversion of the wood. Enzymatic 
hydrolysis of lignocellulosics uses cellulases, most com-
monly produced by fungi such as Trichoderma, Penicillum, 
and Aspergillus [14]. A cocktail of cellulases is required to 
break down cellulose into its carbohydrate components. 
The enzymatic hydrolysis step may be completely sepa-
rate from the other stages of the bioconversion process, 
or it may be combined with the fermentation of carbo-
hydrate intermediates to end-products [1,14,15].
Ethanol production from cellulosics requires both C6 
and C5 sugars to be fermented. While C6 fermenta-
tion is well understood, significant research challenges 
remain in achieving commercial C5 fermentation on 
realistic substrates. It is estimated that ethanol yields 
from lignocellulosics will be in the range 0.12–0.32 l/kg 
of undried feedstock, depending upon the efficiency of 
C5 sugar conversion [15–17].
One of the advantages of bioconversion with ligno-
cellulosics is the opportunity to create a biorefinery, 
producing value-added co-products plus fuel ethanol. 
For instance, sugars may be subjected to bacterial fer-
mentation under aerobic and anaerobic conditions, 
producing a variety of other products including lactic 
acid, which in turn may be processed into plastics and 
other products. The non-carbohydrate components of 
lignin also have potential for use in value-added ap-
plications.
Thermochemical platform
The thermochemical platform, already discussed above 
under bio-oil, may be used to create a number of second-
generation liquid biofuels, including synthetic diesel. 
If pyrolysis is carried out at a slower rate (“slow pyroly-
sis”), the vapours that form are less likely to condense 
into bio-oil. The vapours themselves consist of carbon 
monoxide, hydrogen, methane, carbon dioxide and 
water (collectively known as syngas), as well as volatile 
tars and a solid residue of char, which comprises about 
10–25% of the original fuel mass. Processing this mate-
rial requires a second gasification stage at temperatures 
of 700–1200C, during which the char oxidises to carbon 
monoxide [12,18].
After the production of syngas, a number of pathways 
may be followed to create second-generation biofuels or 
other chemical, heat, or energy products.
significant technical hurdles remain in creating second-
generation biofuels through the thermochemical plat-
form. These include syngas cleanup, char accumulation, 
and catalyst inhibition. Raw syngas must be cleaned up 
in order to remove inhibitory substances that would in-
activate the catalyst. These include compounds contain-
ing sulphur, nitrogen or chlorine, as well as any remain-
ing tars.
Lignocellulosic materials are already used for direct com-
bustion in combined heat and power plants. Thus sec-
ond-generation technologies for biofuels will most likely 
increase the competition for feedstock. In integrated 
concepts, such as the IbUs biorefinery [19] the sugars are 
used for biofuel and then lignin and other residues are 
used as a fuel in the CHP, which are likely to improve the 
energy and CO2-balances of the technology.
Methanol
Methanol is a potential biofuel that can be generated 
from syngas, although most methanol today is derived 
from natural gas. Methanol has a high octane number 
(129) but a relatively low specific energy content (about 
14.6 MJ/l) compared to gasoline (91–98 octane, 35 MJ/
l). Conceivably, methane could be used as a stand-alone 
fuel, although this would require significant infrastruc-
ture changes as well as modifications to conventional 
engines. because methanol has a favourable hydrogen:
carbon ratio (4:1), it is often touted as a potential hydro-
gen source for future transport systems.
Fischer-Tropschs (biosyn) diesel
Another biofuel that can be produced through the 
thermochemical platform is Fischer-Tropsch (FT) diesel 
 (biosyn diesel). This fuel was first manufactured in 1923 
and is commercially based on syngas made from coal, 
 although the process could be applied to biomass-derived 
syngas. The process of converting CO and H2 mixtures to 
liquid hydrocarbons over a transition metal catalyst has 
become known as FT synthesis. Most existing produc-
tion of FT diesel was carried out in south Africa, in part 
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because the country was under UN trade sanctions for 
many years and had no available source of petroleum for 
fuel production.
DME
Dimethylether (DME) is for diesel what LPg is for gaso-
line. It is gaseous at ambient conditions but can be lique-
fied at moderate pressure. As a fuel for diesel engines it 
has very attractive characteristics, burning very cleanly 
and producing virtually no particulates. DME is there-
fore favoured by vehicle manufacturers as a replacement 
for diesel.
DME can be produced from biomass with better energy 
and gHg results than other biofuels.
The pulp and paper industry may provide a promising 
route for making significant amounts of DME from woody 
material. This is the so-called “black liquor” route. black 
liquor is a by-product of paper pulping that contains the 
lignin part of the wood. It is commonly used as an inter-
nal fuel to power the paper mills. Through gasification 
of the black liquor rather than simple burning one can 
generate syngas and therefore synthetic fuels. DME be-
ing the sole product, the yield of the fuel is high.
The energy balance of the paper mill must then be re-es-
tablished by burning additional waste or low value wood. 
The net result is production of synthetic fuels from wood 
at a very high combined efficiency. If all swedish pulp 
plants used black liquor gasification the production of 
DME could replace 25% of the present fuel demand in 
the domestic transport sector.
Third-generation biofuels
A third generation of biofuels may eventually become 
viable. An example of these might be the production 
of renewable bio-based hydrogen for use in fuel-cell ve-
hicles, perhaps from a methanol or bioethanol carrier. 
Third-generation biofuels are based on technologies that 
have not yet been commercialised. They will most likely 
require new infrastructure, including distribution net-
works, filling stations, and vehicles, and they will cer-
tainly need significant technical and political support 
during their introduction and uptake by consumers.
Research needs and recommendations
significant process developments and scale-up are re-
quired before second-generation technologies can be 
commercialised. This involves developing pre-treatment 
technologies with lower energy use, detoxification of 
hydrolysates, and creating micro-organisms that can fer-
ment xylose and arabinose efficiently.
Analyses and forecasts of the availability of biologi-
cal resources for conversion to renewable fuels are re-
quired at the domestic and regional scales. In the longer 
term, biofuels are likely to be produced in biorefineries 
which could make efficient use of the complete biomass 
feedstock resource. biorefineries would use a variety of 
conversion technologies, including biochemical and 
gasification technologies, to create a range of bio-based 
products.
biofuels can help to reduce greenhouse gas emissions, 
although in some cases only slight reductions, from the 
transport sector, increase the security of supply, and en-
hance innovation and development in agriculture and 
its associated industries. There seems to be a global po-
litical interest in making biomass a significant resource 
within the energy supply sector in the coming 10–20 
years but the cost of achieving this may well be high in 
some regions.
figure 28. The Integrated Biomass Utilisation System (IBUS) for pre-treat-
ment and processing of lignocellulosic materials can process 1 t straw/
hour based on hydrothermal treatment. Photo: Elsam.
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Energy consumption for transport accounts for approxi-
mately 20% of all energy used worldwide [1], and ap-
proximately 25% in many OECD countries like Denmark 
[2]. Energy for transport is currently supplied almost ex-
clusively by oil. Concern over the carbon dioxide emis-
sions associated with this use of energy, rising oil prices 
and future security of supply have created strong efforts 
to find new transport technologies and fuels based on 
renewable energy sources.
Primary renewable energy sources  
and their conversion
With the prominent exception of biomass, renewable 
energy resources—solar, wind, ocean, hydro—and nu-
clear power produce their energy mainly in the form of 
electricity. This means that if we want to decouple trans-
port from the use of fossil fuels, we must find ways to use 
electric energy in vehicles.
Electric trains are a good example of electricity use in 
transport. since trains get their electricity from wires, 
however, this solution is not generally acceptable for 
other forms of transport.
Energy storage
Fossil fuels happen to be excellent energy stores in terms 
of energy density, measured on both volumetric and 
gravimetric bases. Until now it has proven extremely 
difficult to develop artificial energy stores with perform-
ance data—price, energy density and speed of loading 
and unloading—comparable to gasoline (Table 9). Never-
theless, this is a problem that has to be solved if we are to 
use renewable energy in the transport sector.
System kJ/ml kJ/g
Hydrogen, gaseous at 200 bar 2.4 141.0
Hydrogen, liquid 10.0 141.0
Complex hydride 16.9 17.0
Methanol 18.0 22.7
Gasoline 33.4 47.6
Advanced battery  0.5 0.7
Liquid ammonia 17.9 25.2
flywheel  0.25 0.5
Table 9. Energy densities of different energy storage systems. The num-
bers are based on higher heats of combustion and do not include the 
weight or volume of containers and system components.
Hydrogen
Hydrogen is an effective way to store electricity because 
it can be produced directly by the electrolysis of water. 
Low-temperature electrolysis, mainly based on aqueous 
electrolytes, has been used widely for industrial produc-
tion of hydrogen, and the technology is commercially 
available with conversion efficiencies of about 70%. New 
high-temperature systems based on solid ceramic elec-
trolytes are under development, and may lead to even 
higher efficiency. In addition, high-temperature water 
electrolysis in the presence of CO2 also seems to show 
potential for producing hydrocarbons for use as a green 
synthetic fuel.
Batteries
batteries, especially those based on lithium-ion technol-
ogy, have improved greatly in recent years. In terms of 
energy density, though, batteries are still at least an order 
of magnitude below hydrocarbons and advanced hydro-
gen storage technologies. On the other hand, batteries 
have other attractive features, notably the direct loading 
and unloading of electricity.
Road transport
Car manufacturers all over the world are running de-
velopment programmes aiming at fuelling vehicles by 
renewable energy. For the long term, most companies 
are betting on hydrogen in combination with fuel cells, 
although some, including bMW, are also working on 
internal combustion engines using hydrogen as fuel. 
In the shorter term, several car manufacturers have al-
ready marketed so-called hybrid cars using both electric 
 motors and gasoline engines. These show considerably 
better fuel economy than traditional cars.
Hybrid vehicles
Hybrid vehicles are based on dual traction technology, 
as illustrated by the Toyota Prius. This combines a low-
power gasoline engine (57 kW for a total vehicle weight 
of 1300 kg) with a 50 kW electric motor coupled to a 6.5 
Ah 200–300 V hydride battery system [3]. The excellent 
fuel economy of the Prius (4.3 l/100 km in the European 
combined cycle) is a consequence of the small gasoline 
engine and the use of energy released during decelera-
tion to charge the battery.
All the hybrid buses designed to date can charge their 
batteries from the mains as well as by using the vehicle’s 
own internal combustion engine. This kind of hybrid is 
called a “charge depleting” or “plug-in” design [4], and 
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8 their use has been proposed in the UsA to help balance the load on the electric grid. Charging the battery from 
the mains is also a way to use the renewable power com-
ponent of the grid as a transport fuel.
In 2005, Toyota exhibited a concept house in Japan that 
included a plug-in Prius [3]. The house was designed to 
be able to use the Prius as its sole energy source for up 
to 36 hours in emergencies, and to recharge the car as 
needed. At the time, Toyota said it expected such tech-
nologies to be in use by 2010.
Fuel cells
The internal combustion engine (ICE) is not very effi-
cient at converting chemical energy (fuel) into mechani-
cal energy (traction). As a result, there is great interest 
in using fuel cells in ordinary cars. Fuel cells typically 
show chemical to mechanical energy conversion effi-
ciencies close to 50% of the heat of combustion of the 
fuel, which is considerably more than the efficiency of 
an internal combustion engine.
The type of fuel cell that is most obviously suitable for 
cars is the low-temperature design, which is based on a 
polymer electrolyte with platinum electrodes. It has been 
calculated that the known reserves of platinum are not 
enough to provide fuel cells for every car in the world. 
However, strenuous R&D efforts are going on to develop 
new, cheaper and more abundant electrode materials for 
low-temperature fuel cells, and this may create a break-
through in the transport market.
Today’s high-temperature fuel cells (solid oxide fuel cells 
or sOFCs) operate at around 650C, which is too high to 
allow sOFCs to act as the only conversion technology 
in ordinary cars. It would simply not be possible to start 
the car without keeping the sOFC at high temperature 
whenever the vehicle was stationary, and this would be 
an extravagant use of energy. However, sOFCs may well 
be used in cars for non-traction auxiliary power units, 
which have already been demonstrated in sizes up to 5 
kW units by companies like Delphi. sOFCs could also be 
used for trucks and buses that effectively keep running 
continuously.
Batteries
As mentioned above, batteries have a rather low energy 
density compared to liquid fuels. Cars powered solely 
by batteries suffer from serious range limitations, and 
this is one reason why battery cars have never obtained 
a significant market share. This situation is unlikely to 
change in the foreseeable future, but hybrids and plug-in 
hybrids may provide a growing market.
Biofuels
biomass can readily be used to produce gaseous as well 
as liquid fuels. Liquid biofuels like bio-methanol, bio-
ethanol and bio-diesel are attractive because they can be 
used more or less directly in the existing transport infra-
structure, including fuel distribution system and engine 
technology.
One tonne of biomass produces only 200–250 litres of 
ethanol. This means that biomass will not be able to 
cover the total current demand for transport fuel, at 
least not in countries like Denmark. biofuels may, how-
ever, be a good and straightforward way to introduce a 
percentage of renewable energy into the transport sec-
tor. This is especially true if the biomass in question is a 
waste product such as straw, instead of a purpose-grown 
energy crop.
Energy efficiency in the transport sector
Energy should be distributed and used with the highest 
efficiency. The transport sector is no exception.
A problem with biofuels is that they are less energy-effi-
cient than conventional ones. The reason is that synthe-
sis of biofuels requires considerably more energy than 
producing fossil fuels from crude oil. A positive factor is 
that the biomass-to-liquid processes involve very little 
fossil energy and therefore produce little gHg emissions 
because the synthesis processes are fuelled by the bio-
mass itself.
A way to both improve the energy efficiency and reduce 
gHg emissions in the transport sector is to use electri-
city from renewable sources, e.g. hydro, wind and so-
lar. Pending further development and cost reductions of 
Country Participants
Japan JR East; Hitachi; Tokyu Car Corporation; Railway Technical Research Institute of Tokyo
USA Vehicle Projects LLC of Denver; US Army Research, Development, and Engineering Command’s National 
Automotive Center
france french Transport Ministry; Alstom; SNCf
Italy Trenitalia; ENEA; University of Pisa; others
Denmark VLTJ–Lemvigbanen; H2 Logic; HIRC; Teknologisk Institut
Table 10. A selection of railway fuel cell projects.
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8 lithium-ion batteries the plug-in hybrid is a natural next step. With a 100 kg lithium-ion battery the range is 50-
80 km without recharging and the fuel economy would 
be twice that of existing hybrids. In addition zero emis-
sions in urban areas are achieved.
Hydrogen is often mentioned as the future energy carrier 
in the transport sector. but in comparison with using re-
newable electricity directly via batteries and the alternative 
to produce hydrogen for fuel cells the direct use of electric-
ity gives 4-5 times better energy efficiency. This is why the 
hydrogen economy is questioned [6].
Rail transport
The railway sector has several opportunities to reduce its 
environmental impact through the use of renewable en-
ergy. One of the most promising areas is fuel cells which, 
as with road vehicles, offer clean and efficient energy 
without sacrificing performance.
Many fuel cells are powered by hydrogen, and the need 
for safe, efficient and cost-effective hydrogen storage is 
currently a significant problem. Trains have fewer weight 
constraints than cars, though, and much more room for 
hydrogen storage vessels. The need for a hydrogen in-
frastructure and specialist maintenance should also be 
easier to solve in a railway system than in the automo-
tive sector.
For a standard railcar, the required daily range of 350–400 
km could be achieved using high-pressure compressed 
hydrogen. For extended range, high-temperature fuel 
cells systems and on-board reformers to produce hydro-
gen from methanol or hydrocarbon fuels will probably 
be the best choice. 
some of the possible applications are:
•  electric locomotives driven by high-power (8 MW) fuel 
cells;
•  dual-mode (diesel and electric) commuter trains and 
light railways for cities and suburbs;
•  shunting locomotives retrofitted with fuel cell power 
units to reduce noise pollution in urban areas;
•  auxiliary power units (50–70 kW) for occasional use or 
emergencies;
•  on-site hydrogen production, storage and distribution 
plants operated by the railways.
There are several projects on fuel cell applications in the 
railway sector (Table 10).
It has been estimated that a single 2 MW wind turbine 
could produce enough hydrogen to power four locomo-
tives at 1,800 MWh/year each.
Marine and air transport
The application of renewable energy to ship propulsion 
is in many ways similar to the situation with trains. 
Weight, and to some extent bulk, are not generally an 
issue in marine transport, so there is no problem with 
on-board fuel storage. Iceland, which is a leader in hy-
drogen applications, has carried out many feasibility 
studies on converting the country’s large fishing fleet 
from imported fossil fuels to hydrogen produced from 
clean domestic hydropower.
Hydrogen is an excellent rocket fuel and has been used 
in space programmes for decades. Hydrogen has also 
been used as a fuel for jet engines, and both American 
and Russian hydrogen-fuelled aircraft have flown. The 
idea of using hydrogen in aeroplanes dates back to the 
1930s [5], when designers realised that hydrogen has the 
highest chemical energy density of any substance (Table 
9). The high specific volume and price of hydrogen are 
probably the reasons that hydrogen has never been used 
commercially in air transport, but there is little doubt 
that a future hydrogen society will include hydrogen-
fuelled aircrafts.
Summary and recommendations
Renewable energy is perfectly feasible for transport, as 
shown by the number of technologies considered here. 
some of these, like the use of biofuels in internal com-
bustion engines and wind energy for rail transport, are 
already commercial or nearly so, and more will follow.
Renewable energy for transport will undoubtedly be 
more expensive than fossil fuels, at least in the short 
term. In the long term the opposite may be true, as fossil 
fuel prices might rise dramatically because of growing 
demand and depletion of resources. With this perspec-
tive, renewables will enter the transport sector purely 
through existing market mechanisms.
However, the introduction of renewables will be strongly 
facilitated by support through publicly-subsidised re-
search and demonstration projects. Different forms of 
support will be needed for the various technologies, with 
their different levels of commercial maturity. Fortunately 
this point of view is reflected in many national support 
strategies, e.g. in Denmark
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A future energy system that includes a high propor-
tion of renewable energy will be expected to meet the 
same requirements for security of supply and economic 
 efficiency as the energy systems of today, while deliv-
ering better environmental performance, especially 
with regard to CO2 emissions. security of supply refers 
to the long-term reliability of fuel supply; especially in 
power systems, it also covers short-term requirements 
for system stability and adequacy. Economic efficiency 
is concerned with getting the best from the significant 
amounts of money, human capital and natural resources 
involved in an energy system. Integral to economic ef-
ficiency in energy systems is the presence of well-func-
tioning markets for energy services.
The variability and reduced predictability of a number 
of renewable energy sources, notably wind power, create 
specific challenges for future energy systems compared 
to those of today. Power transmission will also become 
an issue, as the areas with good potential for wind power 
and wave energy are often located some distance from 
the centres of power consumption.
This chapter describes the challenges involved, and pos-
sible solutions to these, with a focus on power systems. 
The chapter is divided into two sections reflecting the 
fact that some challenges relate to managing the power 
system in its normal operation mode, whereas others are 
specific to fault conditions.
Managing power systems in normal operation
Power control of wind power plants
Large wind farms such as the 160 MW Horns Rev and 
the 165 MW Nysted offshore wind farms in Denmark 
are connected to the transmission system, in that sense 
these wind farms are comparable to conventional power 
plant blocks.
To obtain the maximum benefit from an overall power 
system, wind power should be able to replace the opera-
tion of conventional thermal power plants, so that the 
fuel consumption and emissions can be reduced. To do 
this effectively, wind power plants need to be equipped 
with some major characteristics of conventional power 
plants.
One of these characteristics is the ability to control the 
amount and quality of the power produced. Modern 
wind turbine technologies make it possible to control 
both active and reactive power.
The possible power production from a wind power plant 
is obviously limited by the available power in the wind. 
since there are no fuel savings the cost reduction of a 
wind farm is very limited if the produced power is re-
duced below the available power in the wind. still, such 
reduced production can be beneficial in the overall sys-
tem for periods where the market price of electricity is 
low or zero. In Denmark, this regularly happens in cold 
and windy periods. The electricity supply is increased in 
cold periods because the local CHP plants combine electri-
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figure 29. The general structure of a wind farm control system.
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9 city and heat production to obtain maximum efficiency. Therefore, cold and windy periods result in high bound 
generation from wind turbines and local combined heat 
and power plants. 
Horns Rev was the first large wind farm in Denmark. 
It is equipped with capable power control features, im-
plemented through a wind farm main controller with 
remote access [1]. similar control features are provided 
at Nysted. The wind turbine technologies used at Horns 
Rev and Nysted are quite different, so the two wind 
farms may differ in their dynamic response to control 
requests. Their power control behaviour is quite similar, 
however, and has now become part of the Danish Tech-
nical Regulations for wind farms connected to the trans-
mission system [2].
Risø and Aalborg University have developed dynamic 
simulation models for wind farms. These models include 
wind farm controllers, individual wind turbine control-
lers, and the dynamics of the wind turbines themselves 
[3]. Figure 29 shows the general control structure of these 
models, which is similar to what is actually implemented 
in the large Danish offshore wind farms.
Requests from the power system operator or the wind 
farm owner are specified as input to the wind farm con-
troller. The wind farm controller measures the charac-
teristics of the power generated by the wind farm at the 
point of common coupling to the grid (PCC). It then 
controls this power by issuing instructions to the indi-
vidual wind turbines, each of which has its own control-
ler. The wind farm controller also receives information 
from the turbines about the maximum amount of power 
available.
Models have been developed for many different wind 
turbine technologies, taking into account different elec-
trical design and control strategies. Thus, the models 
have a generic character, which allows them to represent 
specific wind farms in studies of power system stability 
and control. The models were developed using the Power 
Factory power system simulation tool, which means that 
they include the dynamics of the grid.
Power fluctuations and need for regulating power
A fundamental issue in the control and stability of elec-
tric power systems is to maintain the balance between 
generated and consumed power. This must be done with 
a relatively small time resolution, typically down to a 
few seconds.
Wind speeds and wave heights can vary rapidly, so the 
output power from a wind turbine or wave genera-
tor is characterised by short-term fluctuations. Large 
wind farms or wave power installations concentrated in 
 relatively small geographical areas show a high degree 
of correlation between the power fluctuations from in-
dividual generators, and this causes large fluctuations in 
the total power produced by the installation. Distribut-
ing wind power production over a wider geographical 
area has an overall smoothing effect, but the smoothing 
is less for large installations such as offshore wind farms 
concentrated in relatively small geographic areas.
An example of this is the experience of energinet.dk, 
the Danish transmission system operator, with the West 
Danish power system. Today more than 2,400 MW of 
installed wind power supplies approximately 20% of the 
electricity handled by the West Danish power system. 
Energinet.dk has found that the active power supplied 
by the first large offshore wind farm in this system, the 
160 MW Horns Rev A, is characterised by more intense 
fluctuations in the minute range than previously ob-
served from the dispersed wind turbines on land, even 
though Horns Rev A is small compared to the total wind 
power capacity in the system [4]. A neighbouring wind 
farm, the 200 MW Horns Rev b, is scheduled to be com-
missioned in 2008, and energinet.dk is concerned about 
how this will influence the ability to regulate power in 
the system.
Power fluctuations on a timescale of minutes are bal-
anced by regulating power from generating plants that 
have a high degree of flexibility. The effect of power fluc-
tuations from wind turbines on the need for regulating 
power should therefore be considered during long-term 
planning and cost optimisation, as well as in short-term 
planning such as the scheduling of maintenance.
To better quantify the power fluctuations from exist-
ing and future large wind farms, Risø and the Technical 
University of Denmark (DTU) are building mathematical 
models in cooperation with the large power producers 
Elsam and Energi E2. The models are being validated 
against measurements from Horns Rev A and Nysted. 
The measurements are comprehensive, based on a year’s 
worth of data, sampled every second, on the wind speed 
and power measured at each turbine.
Figure 30 compares the power output from a large wind 
farm to that from a single turbine, measured over a two-
figure 30. Power fluctuations from a single wind turbine compared to a 
large wind farm.
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9 hour period. It shows that summing the outputs from many wind turbines effectively smoothes out fluctua-
tions in the short term, but that over a rather longer 
timescale the fluctuations persist.
Risø’s power fluctuation simulation models [5] simulate 
typical and worst-case fluctuations based on the geo-
graphical positions of the wind turbines. If the positions 
and ratings of all the individual wind turbines of a future 
wind farm are known, the models can be used to simu-
late how power fluctuations from the wind farm will af-
fect the grid. Thus, the models can be applied to study 
the consequences of developing future wind farms on 
expected power fluctuations, taking into account the sig-
nificant influence of the geographic distribution of the 
wind turbines.
The power fluctuation models are based on the wind 
speed fluctuation model developed by sørensen et. al. 
[6]. This wind speed model uses a power spectral density 
(PsD) of wind speed to quantify the variability of wind 
speed measured at a single point, and a coherence func-
tion to quantify the correlation between wind speeds at 
different points. The coherence function is the key to 
quantifying the geographical smoothing effect, which 
explains why a 160 MW wind farm can contribute more 
power fluctuations than 2,400 MW of wind turbines dis-
tributed over a much larger area. Accurate quantification 
of the large-scale coherence effect is therefore essential 
to ensure reliable models.
If wave power generation proves commercially success-
ful, wave power plants could be analysed in a similar 
way to wind farms. since waves typically build up over a 
very large area, however, wave height is expected to vary 
over a considerably longer timescale than the minutes-
long fluctuations seen in wind farms.
State estimation
With an increasing amount of power being generated by 
small, dispersed units connected to the distribution grid, 
the ability to obtain accurate information about the state 
of the power system becomes a key issue. Without better 
data, and the capacity to process it, the growing com-
plexity of a distributed generation system becomes more 
and more of a burden, while its potential benefits, such 
as flexibility, remain difficult to harvest.
The life cycles of power transmission and distribution 
hardware—switches and circuit breakers, transformers, 
protection equipment, cables and lines—are measured in 
decades. While it is common for the latest generation of 
devices to provide remote monitoring and control serv-
ices, the majority of units currently in service either com-
pletely lack these capabilities, or barriers such as vendor-
specific communication and missing networkability 
reduce their usefulness. This is particularly severe at the 
lower voltage levels of the distribution system which are 
essentially invisible to system operators today.
Until a significant fraction of the older units have been 
replaced in the course of system development and main-
tenance—real-time information available through the 
system itself will be sparse. Distributed generating units 
could mitigate this problem, because their own con-
trollers often measure system variables close to the grid 
connection point. Two new communication standards 
under development, IEC61400–25 for wind turbines and 
IEC62350 for distributed energy resources such as die-
sel generators, fuel cells and photovoltaic systems, are 
designed to provide access to these measurements in a 
standardised way.
New types of state estimators are required to integrate 
the different data sources into a coherent picture, to deal 
with continuity in a dynamic environment with many 
appearing and disappearing data sources, and to address 
issues related to the quality of data provided by power 
system end users, such as the owners of household CHP 
plants. To prevent bottlenecks and avoid creating new 
single points of failure in the face of a growing number 
of data sources, state estimation should be emancipated. 
From being a capability of the system operator’s control 
room, state estimation must be built into the system 
 itself to provide a true ancillary service that is jointly 
provided at different locations in the grid, in a distrib-
uted fashion.
state estimation forms the foundation for different types 
of higher-level services, such as real-time assessment of 
security margins, fault detection, and on-line calculation 
of market-relevant data, such as identification of trans-
mission congestions. Detailed, locally generated state 
information is also a precondition for advanced power 
system implementations, such as self-islanding/cells or 
meshed distribution networks.
Demand response
The balance between generated and consumed power in 
a power system is maintained on an hourly timescale 
by the electricity spot market, and on a shorter times-
cale by various types of automatic or manual reserves 
provided by other markets. Consumption has a very low 
price-elasticity, and does in general not contribute to 
maintaining the balance of the system. Therefore, the 
generation system and cross-border exchange provide 
the needed flexibility and reserves.
Today’s consumers are generally not provided with price 
signals from the markets, so they have limited chances to 
participate actively in keeping the balance. On the other 
hand, a wide range of loads—including electric heating, 
refrigeration, freezing and pumping—could potentially 
be moved from high-price to low-price periods at very 
low cost and without reducing service levels. Active par-
ticipation of the demand side can thus provide a more 
efficient power system at lower cost.
Large scale development of wind power increases the 
need for active reserves in the system. First of all, re-
serves are needed to balance the wind power forecast er-
rors on a timescale of hours. but also within the hour, on 
a timescale of minutes, wind power increases the need 
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9 for reserves as discussed in the power fluctuation section above. These reserves are normally requested by the sys-
tem operator, based on a market for regulating power. 
The demand side can also participate in such a market, 
provided that the necessary communication between 
the consumers and the market is available.
Another promising possibility is to use demand as a fre-
quency-activated reserve operating on a timescale of sec-
onds. Without any communication a simple electronic 
device can disconnect a load when the frequency is low 
and reconnect it when the frequency is again normal [7]. 
This arrangement does not need a dedicated communi-
cation channel.
In the Nordic power system the frequency is outside the 
normal operating range for approximately 1% of the 
time; these excursions typically last for less than five 
minutes. Frequency-activated demand reserve would 
help to protect the system at times when it is most vul-
nerable, and would be especially helpful in recovering 
from faults such as the loss of a generator or a cross-bor-
der link. The benefits include:
•  nearly instantaneous response would improve the fre-
quency stability of the system;
•  the distributed grid connection points of the reserve 
improve stability;
•  low cost and best use of the available resources.
A wide range of research is being carried out in Denmark 
to increase demand response. This includes a project to 
design a system for managing demand as a frequency-
 activated reserve [8]. This will answer questions includ-
ing how to monitor and perhaps control the available re-
serve, whether some kind of communication is needed, 
for instance to set the trigger levels, the nature of the 
business models for transmission system operators, 
equipment suppliers and end users, and whether a mar-
ket-based approach can be used.
Reactive power planning with distributed generation
Distributed generation from wind turbines and small 
combined heat and power (CHP) plants has taken an in-
creasingly large share of the Danish power system over 
the last 20 years. This has not caused noticeable prob-
lems with system stability or control so far.
Local CHP plants can operate at different power factors 
without affecting the production of heat or active power. 
The power factor of these plants is often varied to suit 
the requirements of the grid, as the load profile changes 
during the day. New wind power plants are typically de-
signed to be neutral with respect to reactive power, that 
is, they have a unity power factor.
However, knowledge of the actual power flows in the 
distribution system is limited. From both an economic 
and a technical point of view it may well be a good idea 
to improve control, especially of reactive power.
This topic is being addressed by an ongoing PhD study at 
Risø [9] in cooperation with DTU and energinet.dk. The 
study includes an analysis of power flows in the distribu-
tion system at brønderslev. This system is characterised by a 
large proportion of wind power, as well as local CHP plants, 
so it regularly exports power to the transmission system.
To analyse the power flow, a model of the medium-volt-
age grid is supplied with electrical data collected from 
feeders and other key points in the system, plus wind 
data. This information already exists in the control rooms 
at the distribution centre and the wind power plants. 
The study will be followed by an analysis of the possible 
benefits from introducing a more advanced system of re-
active power control for distributed generation.
Challenges for power market design
Power is traditionally traded in a series of forward mar-
kets, so the amount of power to be produced and con-
sumed within any given hour needs to be determined 
beforehand. In the case of Denmark, for instance, the 
Nordic power pool’s day-ahead market (Nord Pool spot) 
operates 12–36 hours in advance.
A higher share of power that is only partly predictable, 
such as wind power, creates more deviations between 
the production planned in the forward markets and the 
actual power produced during the hour in question. 
Making up any shortfall requires calling on short-term 
regulating power, which is more expensive than power 
bought in the day-ahead market.
The extra costs of using regulating power are paid either 
by the producers or by the consumers, according to spe-
cific “imbalance settlement” rules set by the market. 
Whoever pays, it is important to ensure that the amount 
accurately reflects the cost of keeping the system in bal-
ance. A wind power producer, for instance, should not 
have to pay more than the actual costs incurred by wind 
power prediction errors [10]. Risø is the coordinator of 
WILMAR, an EU-funded research project that is develop-
ing a planning tool for analysing the operational conse-
quences of wind power prediction errors (www.wilmar.
risoe.dk).
The shorter the timescale at which the power market 
can function, the more accurate the wind power fore-
casts will be. It will therefore become increasingly impor-
tant to create intra-day markets that can trade closer to 
the actual delivery. A requirement for well-functioning 
intra-day markets should be for all power producers to 
make their regulation capabilities available for the intra-
day as well as for the regulating power markets.
The use of flexible power consumption (demand man-
agement) in the regulating power market can decrease 
regulation costs, so the development of market-based so-
lutions to allow this should be continued [10].
Managing power systems in fault mode
Fault ride-through
The fault behaviour or “fault ride-through” capability of 
wind power plants is a key issue in the large-scale use of 
wind power in a power system. This is reflected in the 
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grid codes—the rules that govern the behaviour of grid-
connected wind turbines that are now in force in every 
country planning to develop wind power
The purpose of fault ride-through is to ensure that wind 
turbines are able to stay connected to the grid during 
and after a grid fault. If the turbines are not able to stay 
connected through and after the fault, the consequence 
is a sudden loss of generation which must be replaced 
by fast reserves from other generators to prevent loss of 
load. Fault ride-through is not unique to wind turbines; 
similar capabilities are required of conventional genera-
tors to ensure that the system will continue to operate if 
one generating unit fails.
When modelling the dynamic behaviour of grids and 
generators, it is important to take into account the pur-
pose of the model. studying the stability of a complete 
power system, for instance, requires different informa-
tion from that needed to design a wind turbine.
Figure 31 shows simulations of the current and voltage 
at the terminals of a wind turbine generator during a 
transient short circuit (t = 0 to t = 0.1s). For a very short 
period right after the initial voltage dip, a detailed elec-
tromagnetic transient (EMT) model reveals very high 
current pulses that may be important for detailed electri-
cal design. A simplified root-mean-square (RMs) model 
does not show these current pulses, but it follows the 
EMT model almost exactly once the fault is cleared. The 
RMs model is therefore adequate for most studies of 
power system stability, and has the advantage of run-
ning much faster.
Akhmatov has made comprehensive studies of the dy-
namic behaviour of electric power systems containing 
large amount of wind power during grid faults [11–13]. 
These publications provide very detailed information 
about the modelling of power systems and different 
wind turbine technologies. Risø has recently published 
a number of papers [14–16] on the modelling and con-
trol of active stall-controlled (fixed-speed) wind turbines 
during and after grid faults. Risø’s work on the model-
ling and control of variable-speed wind turbines is in the 
process of being published.
Power system stabilisation
A fault or another disturbance on the grid causes the 
synchronous generators of large conventional power 
plants in one area to start oscillating against the syn-
chronous generators in other areas. These oscillations 
affect the speeds of the synchronous generators, and 
hence the grid frequency. To dampen the oscillations, 
conventional power plants are often equipped with 
power system stabilisers.
It may be a requirement for future large-scale renewable 
generation that it too is able to support power system 
stabilisation. Risø has developed stabilisation-promoting 
controllers for both fixed-speed active stall-controlled 
and variable-speed wind turbines. Descriptions of these 
controllers and simulation results are expected to be 
published in the near future.
Black start and isolated operation
Another fault mode arises when part of the grid becomes 
isolated from the main synchronous system. If the iso-
lated area is able to control its own frequency and volt-
age, a blackout can be avoided and the reliability of the 
power system improves.
If the part of the system that is isolated is dominated 
by renewable and decentralised generation, then the 
contribution of these generators to the control of fre-
quency and voltage can be the key to avoid substantial 
load shedding or even a blackout. If a blackout cannot be 
avoided, then it is important to re-start the system as fast 
as possible. This “black start” process can be supported 
by renewable and distributed generation, provided that 
these generators support frequency and voltage control.
In cases like these, the dynamics of the power system 
control can be very important. Risø has run a number of 
simulations of wind farm models connected to simpli-
fied grid models, to test the ability of wind farm power 
controllers to provide the necessary grid support [17]. 
 Although the initial results were not sufficient, it is 
 expected that it will be possible to develop the control-
lers—especially those for variable-speed wind turbines—
to the point where the wind farm is able to control the 
local grid if it becomes isolated, and ensure that the sup-
ply of power is maintained.
Reliability
The reliability of wind power is an issue in normal op-
eration as well as under fault conditions. From the point 
of view of the wind farm owner, reliability is considered 
mainly as the ability to sell power. In this case, a simple 
measure of reliability is the ratio of actual production 
figure 31. Voltage (top) and current (bottom) at the terminals of a wind 
turbine generator during a simulated transient short-circuit fault. The 
red, green and blue lines represent a detailed (EMT) model, while the 
black lines show a simplified (RMS) model. 
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9 to the energy available according to wind and power curves, taking into account failures in wind turbines 
and the grid itself. From the point of view of the system 
operator, reliability is mainly about the risk that all or 
some of the predicted wind power will not be produced. 
A number of factors affect this measure of reliability:
•  power forecasting errors caused by wind speed forecast 
errors—which generally cannot be avoided but prob-
ably reduced;
•  if the wind speed rises to the “cut-out” speed of the 
turbines, production drops suddenly from rated power 
to zero;
•  failures in the transmission line linking the wind farm 
to the transmission system;
•  failures in the power collection grid within the wind 
farm;
•  failures of wind turbines.
The three first mentioned are the most severe, because 
they typically involve the whole output from the wind 
farm. Failures of the internal grid or single wind turbines 
typically affect only a fraction of the production.
A major research challenge is to build reliability models 
that combine general reliability factors, such as grid fail-
ures, with factors specific to wind power, such as wind 
forecast errors and cut-outs at high wind speeds.
Conclusions
The technical challenges to system operation and the 
power market are mainly about building a stable and re-
liable power system that contains a large scale of renew-
able energy to replace conventional power plants.
In this context, a more specific challenge is to reduce 
the need to run conventional power plants at low out-
put during periods when generation from wind power or 
other renewables is high. In such periods, conventional 
plants are kept running to provide ancillary services such 
as voltage and frequency support. The cost of the result-
ing power is high, in environmental as well as economic 
terms, because plants running below full capacity tend 
to be less efficient and more polluting.
From an overall system point of view, therefore, it could 
sometimes be useful to use renewable generators to pro-
vide these ancillary services, even though this would 
 reduce the total production from renewables.
Recommendations for Denmark
It is recommended to develop more flexible methods of 
operating and controlling power systems that are charac-
terised by a high penetration of distributed and intermit-
tent renewable energy sources. These methods should 
make it possible to increase the proportion of renewable 
energy in the system without compromising security 
and reliability.
They should also aim to reduce production costs and 
pollution for the power system as a whole. In general, it 
is likely that the best way to do this may be to maximise 
the annual energy production of individual renewable 
generators such as wind turbines. In some cases, for in-
stance with high wind speeds and low loads, there are 
probably better methods of control.
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All over the world, increasing energy consumption, liberalisation of 
energy markets and the need to take action on climate change are 
producing new challenges for the energy sector. At the same time 
there is increasing pressure for research, new technology and industrial 
products to be socially acceptable and to generate prosperity. The 
result is a complex and dynamic set of conditions affecting decisions on 
investment in research and new energy technology.
To meet these challenges in the decades ahead, industrialists and 
policymakers need appropriate analyses of energy systems, plus know-
ledge of trends for existing technologies and prospects for emerging 
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Three growing concerns – sustainability (particularly in the transport 
sector), security of energy supply and climate change – have combined 
to increase interest in bioenergy. The trend towards bioenergy has been 
further encouraged by technological advances in biomass conversion 
and significant changes in energy markets. We even have a new term, 
“modern bioenergy”, to cover those areas of bioenergy technology 
– traditional as well as emerging – which could expand the role of 
bioenergy. Besides its potential to be carbon-neutral if produced su-
stainably, modern bioenergy shows the promise of covering a conside-
rable part of the world’s energy needs, increasing the security of energy 
supply through the use of indigenous resources, and improving local 
employment and land use. To make these promises a reality, however, 
requires further R&D.
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Interest in the hydrogen economy has grown rapidly in recent years. 
Those countries with long traditions of activity in hydrogen research 
and development have now been joined by a large number of new-
comers. The main reason for this surge of interest is that the hydrogen 
economy may be an answer to the two main challenges facing the 
world in the years to come: climate change and the need for security 
of energy supplies. Both these challenges require the development of 
new, highly-efficient energy technologies that are either carbon-neutral 
or low emitting technologies.
Alternative fuels could serve as links between the different energy 
sectors, especially between the power system and the transport sector, 
to facilitate the uptake of emerging technologies and increase the 
flexibility and robustness of the energy system as a whole.
The future energy system: distributed production and use
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The coming decades will bring big changes in energy systems throug-
hout the world. The systems are expected to change from central 
power plants producing electricity and maybe heat for the customers to 
a combination of central units and a variety of distributed units such as 
renewable energy technologies or fuel cells. Furthermore the following 
developments are expected:
•closer link between supply and end-use
•  closer link between the various energy carriers distributed through 
grids such as electricity, heat, natural gas and maybe hydrogen in 
the future
•increased energy trade across national borders …
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The Risø Energy Report series
New and emerging technologies: options for the future
Risø Energy Report 1
Edited by Hans Larsen and Leif Sønderberg Petersen
Risø National Laboratory, October 2002, 64 p., ISBN 87–550–3082–3
Risø-R-1351(EN) (515 Kb)
All over the world, increasing energy consumption, liberalisation of 
energy markets and the need to take action on climate change are 
producing new challenges for the energy sector. At the same time 
there is increasing pressure for research, new technology and industrial 
products to be socially acceptable and to generate prosperity. The 
result is a complex and dynamic set of conditions affecting decisions on 
investment in research and new energy technology.
To meet these challenges in the decades ahead, industrialists and 
policymakers need appropriate analyses of energy systems, plus know-
ledge of trends for existing technologies and prospects for emerging 
technologies. This is the background for this first Risø Energy Report, 
which sets out the global, European and Danish energy scene together 
with trends in development and emerging technologies.
New and emerging bioenergy technologies
Risø Energy Report 2
Edited by Hans Larsen, Jens Kossmann and Leif Sønderberg Petersen
Risø National Laboratory, November 2003, 48 p., ISBN 87–550–3262–1
Risø-R.1430(EN) (1 Mb)
Three growing concerns – sustainability (particularly in the transport 
sector), security of energy supply and climate change – have combined 
to increase interest in bioenergy. The trend towards bioenergy has been 
further encouraged by technological advances in biomass conversion 
and significant changes in energy markets. We even have a new term, 
“modern bioenergy”, to cover those areas of bioenergy technology 
– traditional as well as emerging – which could expand the role of 
bioenergy. Besides its potential to be carbon-neutral if produced su-
stainably, modern bioenergy shows the promise of covering a conside-
rable part of the world’s energy needs, increasing the security of energy 
supply through the use of indigenous resources, and improving local 
employment and land use. To make these promises a reality, however, 
requires further R&D.
Hydrogen and its competitors
Risø Energy Report 3
Edited by Hans Larsen, Robert Feidenhans’l and Leif Sønderberg 
Petersen
Risø National Laboratory, October 2004, 76 p., ISBN 87–550–3350–4
Risø-R-1469(EN) (643 Kb)
Interest in the hydrogen economy has grown rapidly in recent years. 
Those countries with long traditions of activity in hydrogen research 
and development have now been joined by a large number of new-
comers. The main reason for this surge of interest is that the hydrogen 
economy may be an answer to the two main challenges facing the 
world in the years to come: climate change and the need for security 
of energy supplies. Both these challenges require the development of 
new, highly-efficient energy technologies that are either carbon-neutral 
or low emitting technologies.
Alternative fuels could serve as links between the different energy 
sectors, especially between the power system and the transport sector, 
to facilitate the uptake of emerging technologies and increase the 
flexibility and robustness of the energy system as a whole.
The future energy system: distributed production and use
Risø Energy Report 4
Edited by Hans Larsen and Leif Sønderberg Petersen
Risø National Laboratory, October 2005, 62 p., ISBN 87–550–3474–8
Risø-R-1534(EN) (4 Mb)
The coming decades will bring big changes in energy systems throug-
hout the world. The systems are expected to change from central 
power plants producing electricity and maybe heat for the customers to 
a combination of central units and a variety of distributed units such as 
renewable energy technologies or fuel cells. Furthermore the following 
developments are expected:
•closer link between supply and end-use
•  closer link between the various energy carriers distributed through 
grids such as electricity, heat, natural gas and maybe hydrogen in 
the future
•increased energy trade across national borders …
